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Q. The 66 kV plant feeding 400L at Bottom Brook Terminal Station has been 

proposed by Hydro to be treated as specifically assigned to Newfoundland 

Power rather than common.  Provide details on changes in system use that 

justify the change in classification.  (HGB, page 21, line23). 

 

A. In preparation for this application the assignment of each component of plant 

was reviewed to ensure consistency throughout the system.  A review of the 

66 kV plant feeding 400L at Bottom Brook Terminal Station revealed it was of 

substantial benefit to only Newfoundland Power and therefore specifically 

assigned to Newfoundland Power. 


