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Q.  Further to PUB-NLH-001, please explain the load limiting factors resulting in the 1 

potential derating of Unit 3 to a normal maximum operating load of 130MW. 2 

 3 

 4 

A. Please see Hydro’s response to PUB-NLH-009. 5 


