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Q.  In reference to Table 2 on page 13 of the ESRA Report, please confirm that it is 1 

Hydro’s intention to use the “Post Budget Sensitivity” load forecast in the system 2 

planning for 2016/17 winter. 3 

 4 

 5 

A. Please see Hydro’s response to PUB-NLH-599 and note that it is not Hydro’s 6 

intention to to use the “Post Budget Sensitivity” load forecast as the base case in 7 

the system planning for 2016/17 winter. 8 

 

  


