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Q.  Please provide a single line diagram of the neutral area of the HVdc converter 1 

stations showing how the electrode line conductors can be re‐connected and how 2 

the neutral conductors can be re‐connected, if appropriate. 3 

 4 

 5 

A.  Please refer to Hydro’s response to PUB‐NLH‐246. 6 


