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Q.   Further to the response to PUB‐NLH‐266, what mitigation would Hydro implement 1 

if early operation shows that load shedding will take place at faults other than a 2 

permanent bipole failure? 3 

 4 

 5 

A.  Please refer to Hydro's responses to PUB‐NLH‐484 and PUB‐NLH‐489. 6 


