
IN THE MATTER OF the Electrical 
Power Control Act, 1994, SNL 1994, 
Chapter E-5.1 (the "EPCA') and the 
Public Utilities Act, RSNL 1990, Chapter 
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Investigation and Hearing into Supply 
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On page 6 of the Gas Turbine Failure Analysis - Final 
Report, Hydro states that "It is important to note that this 
engine had a planned boroscope inspection of the 
combustion section completed in December 2015, with no 
indications of deterioration or material loss or any 
recommendations for intervention." 

At page 2 of the Alba Power report, it is noted that the level 
of deterioration over the two months from the December 
2015 inspection to the February 8, 2016 combustion can 
failure "would not occur under normal operating 
circumstances and was unforeseen." 

Was the Hardwoods gas turbine operated under other than 
normal operating circumstances during this 2 month period, 
which would or could explain accelerated deterioration of the 
combustion can component? 

With reference to IC-NLH-096, if the Hardwoods gas turbine 
was not operated under other than normal operating 
circumstances during this 2 month period, has Hydro 
examined whether the December 2015 inspection was 
properly conducted and whether a review of the inspection 
protocol, beyond increasing to a semi-annual frequency, is 
needed? 
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DATED at St. John's, in the Province of Newfoundland and Labrador, this 27th day of 
January, 2017. 

POOLE ALTHOUSE 
r~~) 

Per: 1-----------4---------------------

Per: 
--~~~-----4~------------~---

TO: The Board of Commissioners of Public Utilities 
Suite E210, Prince Charles Building 
120 T orbay Road 
P.O. Box 21040 
St. John's, NL A1A 5B2 
Attention: Board Secretary 

TO: Newfoundland & Labrador Hydro 
P.O. Box 12400 
500 Columbus Drive 
S1. John's, NL A 1 B 4K7 
Attention: Geoffrey P. Young, Senior Legal Counsel 
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TO: Dennis Browne, Q.C., Consumer Advocate 
Browne Fitzgerald Morgan & Avis 
Terrace in the Square 
St. John's, NL A 1 B 4J9 

TO: Newfoundland Power Inc. 
P.O. Box 8910 
55 Kenmount Road 
St. John's, NL A 1 B 3P6 
Attention: Gerard Hayes, Senior Legal Counsel 

TO: Cox & Palmer 
Scotia Centre, Suite 1000 
235 Water Street 
St. John's, NL A 1 C 1 B6 
Attention: Denis J. Fleming 

TO: Roberta Frampton Benefiel 
Vice President 
Grand Riverkeeper Labrador Inc. 
Box 569, Station B 
Happy Valley-Goose Bay, NL AOP 1 EO 

TO: Danny Dumaresque 
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213 Portugal Cove Road 
St. John's, NL A 1 B 2N5 


