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1. INTRODUCTION 1 

Newfoundland and Labrador Hydro (“Hydro”) has reviewed the final written submissions in the 2 

Prudence Review filed by the Island Industrial Customers (“IICs”), the Consumer Advocate (“CA”), 3 

Newfoundland Power Inc. (“Newfoundland Power”), Vale Newfoundland & Labrador Limited (“Vale”) 4 

and Mr. Danny Dumaresque. 5 

 6 

Hydro has reply comments with respect to each of the other parties’ final written submissions, as set 7 

out below. 8 

 9 

As a preliminary comment, Hydro reaffirms its Closing Submissions filed with the Board on 10 

December 22, 2015, and this Reply Submission deals with specific items raised by the other parties in 11 

their closing submissions.   12 

 13 

2. NEWFOUNDLAND POWER 14 

Prudence Standard 15 

At page 2 of its Written Submissions, Newfoundland Power submits that the prudence standard 16 

articulated in Liberty’s Final Report of July 6, 2015 is appropriate for use by the Board.  In summary this 17 

standard is that Hydro’s decisions and actions must be reasonable in the context of information that was 18 

known or should have been known at the referable time, Hydro must have acted in a reasonable 19 

manner and used a reasonable standard of care in its decision making process, and hindsight is not to be 20 

used in assessing prudence.  Hydro concurs. 21 

 22 

Preventative maintenance, deferral, equipment failures and causation 23 

Newfoundland Power then goes on at page 4 to submit that in its view, the key evidentiary finding in the 24 

Board’s Prudence Review relates to the consequences to be attached to Hydro’s failures in preventative 25 

maintenance (“PM”).  In this regard Hydro submits that on the totality of the evidence, as fully 26 

canvassed in Hydro’s Closing Submissions, Hydro’s decisions and actions were reasonable in the context 27 

of the information that was known or should have been known at the time, and that Hydro acted in a 28 

reasonable manner using a reasonable standard of care in its decision making process.   29 
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The fundamental issue with Newfoundland Power’s submissions, and in fact those of the other parties, 1 

is a lack of any meaningful acknowledgement of the balance that Hydro was making between cost and 2 

reliability.  As was noted in detail by the Hydro witnesses, in particular Mr. Moore, and which is set out 3 

in detail in Hydro’s Closing Submissions, Hydro only deferred preventative maintenance outside of the 4 

general preventative maintenance cycle where there was more critical work that arose which was 5 

unanticipated.  Hydro submits that the totality of the record is abundantly clear that at all times Hydro 6 

was working in the best interests of its customers to provide least cost reliable service consistent with its 7 

legislative and regulatory mandate.  For 2013 and 2014 alone, the additional person time required on 8 

critical break-in work was 21,357 and 22,266 hours respectively.1 9 

 10 

Hydro’s evidence is categorical and uncontroverted in this regard.  Mr. Moore specifically noted: 11 

 12 

The only reason we would re-prioritize any of our preventative maintenance activities 13 

would be for any unknown work, whether it be operating, corrective maintenance, or 14 

capital that is determined to be of a higher priority nature for immediate reliability 15 

supply to our customers, and that’s the only reason we would in any way stretch out 16 

our plan to longer intervals because of anything that’s of a higher priority, a more 17 

urgent nature for our customers’ supply.2 [emphasis added] 18 

 19 

The evidence makes clear that Hydro was proactively dealing with its preventative maintenance while at 20 

the same time addressing critical break-in work which was occurring.  Newfoundland Power, and the 21 

other parties, discount both the criticality and volume of the break-in work faced by Hydro. 22 

 23 

Newfoundland Power submits on page 5 of its Written Submissions that prior to January, 2014, Hydro’s 24 

maintenance performance “was not shown to be pro-active or comprehensive or to pay due regard to 25 

Hydro’s aging assets”.  Hydro submits that the evidence does not support this claim.  As noted in Hydro’s 26 

                                                

 

1 PR-V-NLH-002. 
2 Transcript, October 28, 2015, page 28, lines 8-19. 
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Reply Evidence, in 2006 Hydro recognized the magnitude and potential impact of its aging asset base 1 

and related customer reliability considerations and, as a result, initiated a comprehensive, long-term 2 

asset management plan.  The response to PUB-NLH-039 in the Outage Inquiry describes in detail the 3 

significant asset management practices undertaken by Hydro over the past number of years to address 4 

concerns with its aging plant and equipment.3   5 

 6 

This entire context is important, and is neglected by Newfoundland Power.  Hydro has been carrying out 7 

significant asset condition assessments, has significantly increased its capital works program as 8 

described in detail in its Closing Submissions, and was working diligently to bring its preventative 9 

maintenance cycles into full compliance, subject only to the requirement to carry out more critical work.  10 

Hydro submits that a full reading of the evidence in the overall context supports that Hydro’s activities, 11 

keeping in mind its mandate to provide least cost reliable supply, were reasonable.  This context was set 12 

out in Hydro’s Reply Evidence as follows: 13 

 14 

Hydro recognized in 2009 that the rate of completion for certain PM 15 

work was beginning to lag and implemented a recovery plan for the 16 

period 2010 to 2015.  This was a balanced and considered action taken 17 

by Hydro.  During execution of the recovery plan, capital works grew 18 

significantly as well. 19 

 20 

The requirements for the recovery plan, increased capital work, and 21 

break-in work to deal with critical issues as they arose, required 22 

adjustments to resources to ensure the most critical and time sensitive 23 

work was completed cost effectively as necessary.4 24 

 

                                                

 

3 Hydro Reply Evidence, August 7, 2015 (Revised September 23, 2015), page 3, lines 11-16. 
4 Hydro Reply Evidence, page 4, lines 1-8. 
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It is important to note that there is no evidence whatsoever that any of the maintenance that was 1 

deferred was done so for any reason other than ensuring that more critical and time sensitive work was 2 

completed.   3 

 4 

At page 6 of its Written Submissions, Newfoundland Power submits that the length of time it will take to 5 

relieve Hydro’s preventative maintenance backlog provides an indication of the severity of maintenance 6 

deficiencies prior to January 2014.  However, as Mr. Moore confirmed, Hydro’s program to fully catch up 7 

on the maintenance work that was outside its general maintenance cycle was to occur by the end of 8 

2015.  This has in fact occurred.  Hydro had put in place a program to bring its preventative maintenance 9 

back into its general maintenance cycle, which program has been achieved, and any deferral of 10 

preventative maintenance was done solely to deal with more critical items.  Hydro submits, that in the 11 

context of its mandate to provide least cost reliable electricity supply, its actions were reasonable. 12 

 13 

Also on page 6, Newfoundland Power submits that Hydro has failed to show that its maintenance 14 

practices were reasonable.  For the reasons noted above, Hydro submits that this is incorrect.  Hydro has 15 

fully explained its maintenance practices, including its overall asset management approach which it has 16 

noted as being “pro-active, comprehensive, and cost effective and recognizes [Hydro’s] aging asset base.  17 

All decisions and approaches to Hydro’s overall asset management plan have been done in a considered 18 

fashion, and are adjusted appropriately as [Hydro’s] plan proceeds”.5 19 

 20 

Newfoundland Power then submits that Hydro’s inability to demonstrate that its maintenance practices 21 

were reasonable, which Hydro submits is incorrect, provides the Board with sufficient justification to 22 

assess Hydro’s preventative maintenance performance prior to January, 2014 as imprudent despite the 23 

lack of any direct linkages between Hydro’s maintenance and any of the equipment failures.  24 

Newfoundland Power submits that if such linkages were required, Hydro’s customers or the Board 25 

would, in effect, be forced to prove that Hydro’s maintenance practices were inadequate, as opposed to 26 

                                                

 

5 Hydro’s Reply Evidence, August 7, 2015 (Revised September 23, 2015) page 4, lines 21-24. 
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requiring Hydro to prove them reasonable and that would not be a reasonable regulatory outcome.  1 

However, Newfoundland Power provides no regulatory support whatsoever for this contention. 2 

 3 

As all parties, including Liberty, have agreed, despite extensive root cause analysis, there has been no 4 

linkage found between deferred maintenance work and the issues that caused the outages under 5 

review.  As discussed in detail in Hydro’s Closing Submissions at pages 26-28, and in reply to the 6 

Consumer Advocate below, there is no jurisprudential support for a finding of imprudence with respect 7 

to specific equipment failures on the basis of simply not meeting a general preventative maintenance 8 

cycle.  To suggest otherwise would be to have Hydro forced to prove a negative; an untenable 9 

regulatory or jurisprudential outcome.  Proof of causation is required as noted in the regulatory 10 

jurisprudence provided in Hydro’s Closing Submission. 11 

 12 

The CA in its submission6 similarly states that “unless Hydro can adduce evidence that non-deferred 13 

preventative maintenance would not have affected the outcome, on the balance of the evidence that is 14 

available, it is more likely than not that equipment failure would have been prevented by non-deferred 15 

preventative maintenance.”  The evidence clearly does not support the contention that it is “more likely 16 

than not” that equipment failure would have been prevented by non-deferred preventative 17 

maintenance. 18 

 19 

The Supreme Court of Canada (“SCC”) in Snell v Farrell,7 considered and rejected the idea that a 20 

defendant should have the burden of disproving causation or that the plaintiff need simply prove that 21 

the defendant created a risk that the injury which occurred would occur.8  Instead, the SCC in Snell 22 

determined that adoption of either of those alternatives to the principles of causation in Canadian law 23 

                                                

 

6 Consumer Advocate Final Written Submissions, page 20. 
7 Snell v Farrell, 1990 Carswell NB 82 (SCC), Tab 3 of the Consumer Advocate’s Final Written Submissions (“Snell”). 
8 Snell v Farrell, at para. 26. 
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would be inappropriate as doing so would have the effect of compensating plaintiffs where a substantial 1 

connection between the injury and the defendant’s conduct is absent.9   2 

Even the now-antiquated doctrine of res ipsa loquitor (“the thing speaks for itself”), which doctrine has 3 

fallen into disfavour in Canadian law and which doctrine the SCC has stated should be treated as expired 4 

and no longer used, did not shift the burden of proof from the plaintiff to the defendant.10  5 

Newfoundland Power, and the CA, would have the Board essentially turn Canadian jurisprudence on its 6 

head and have Hydro disprove causation with respect to the equipment failures.  This is clearly 7 

inappropriate. 8 

 9 

There is no support in these circumstances (in particular taking account of the rigorous root cause 10 

analysis conducted) for placing the burden on Hydro to disprove causation in the manner suggested by 11 

either Newfoundland Power or the CA.   12 

 13 

Recovery of the 2014 Revenue Deficiency 14 

At the bottom of page 7 of its Written Submissions, Newfoundland Power quotes from Hydro’s 2013 15 

General Rate Application (“GRA”) with respect to recovery of the 2014 Revenue Deficiency.  Then at the 16 

top of page 8, Newfoundland Power suggests that Hydro has not presented any evidence in this 17 

proceeding as to whether using a test year as a basis for recovering losses or deficiencies is an 18 

acceptable regulatory practice or whether the practice has been used in other jurisdictions.  This issue is 19 

addressed in Hydro’s GRA Rebuttal.   20 

 21 

Proposed disallowance calculation 22 

At page 8 of its Written Submissions, Newfoundland Power submits that it appears that Liberty used 23 

Hydro’s 2014 audited financial statements to review costs for prudence because it was the best 24 

available information.  Newfoundland Power notes that Hydro has indicated in numerous situations that 25 

certain costs noted by Liberty for potential disallowance were not reflected in Hydro’s test year.  26 

                                                

 

9 Snell v Farrell, at para. 26. 
10 Fontaine v British Columbia (Official Administrator), [1998] 1 SCR 424, at paras. 17, 23, 26, 27. 
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Newfoundland Power then states that the use of actual costs reflected in audited financial statements is 1 

logical, widely accepted and easily understood, and that Newfoundland Power has relied upon estimates 2 

based upon audited financial statements in making its submissions, where it makes reference to various 3 

specific dollar figures.   4 

 5 

However, there is clearly no regulatory or any other financial or accounting basis to disallow costs for 6 

which Hydro has never sought recovery.  Hydro assumes Newfoundland Power is not suggesting this, 7 

but it is unclear from their comments. 8 

 9 

Hydro has indicated throughout its evidence in this proceeding those specific areas where amounts 10 

suggested for disallowance have not been sought in the first place, and Hydro will, as part of any 11 

compliance filing following the Board’s decision, take account of any proposed disallowances in a 12 

manner consistent with Hydro’s requests for cost recovery.  The compliance filing will provide a full 13 

opportunity to reconcile any proposed disallowances with the costs sought for recovery by Hydro.   14 

 15 

It would be surprising indeed if Newfoundland Power were suggesting that amounts should be 16 

disallowed in an amount that is greater than what Hydro has sought for recovery with respect to the 17 

issues in question in the first place. 18 

 19 

Liberty made clear that it was utilizing the audited financial information that was available and that they 20 

were otherwise leaving the reconciliation of the amounts to be ultimately disallowed, if any, to others. 21 

 22 

As explained by Mr. Vickroy of Liberty: 23 

 24 

Yes.  As I noted, we used 2014 actual audited financial data, and we received that upon 25 

request through RFIs from Hydro, and placed them in our report.  We reported all the 26 

prudence financial data in the report in this format; in other words, 2014 actuals, and we 27 

did not determine or attempt to determine revenue requirements or translate the report 28 

to financial data in terms to be consistent with Hydro’s revenue deficiency filing.  So we 29 

did not attempt or even intend to attempt to do that.  We have understood that other 30 
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participants in this case, Grant Thornton, will be responsible for converting the financial 1 

data that is in Liberty’s Report for GRA usage in the proceeding, and that would be 2 

following a Board Order to do so.  So as a result, we really don’t have any comments on 3 

Hydro’s reply evidence or in its surrebuttal of estimates of the GRA impacts of what is in 4 

our report in our recommendations.11 5 

 6 

This is of course what should occur.   7 

   8 

In this regard, Hydro does not intend as part of this Reply Submission to comment on the various figures 9 

presented by Newfoundland Power.  Throughout its evidence Hydro has indicated the various issues 10 

which require reconciliation between actual and test year costs, and as part of its compliance filing on 11 

the GRA/Prudence Review Hydro will properly adjust its revenue requirement requests with respect to 12 

any potential disallowance findings by the Board.   13 

 14 

Betterment 15 

On page 13 of its Written Submissions, Newfoundland Power submits that “the application of the 16 

concept of ‘betterment’ to these circumstances has not been shown to be reasonable”.  Hydro submits 17 

that this contention is unsupported.  As was made clear by Mr. Antonuk, Liberty itself acknowledges that 18 

the new assets which have been placed in service at Sunnyside and Western Avalon will provide a future 19 

continuing benefit that should be recognized.12   20 

 21 

The issue with respect to this item is a question of what is the correct approach (if there are 22 

disallowances in relation to these assets).  Hydro has explained its position in detail at pages 46-51 of its 23 

Closing Submissions, which, if the Board finds a disallowance, clearly will account for such, while at the 24 

same time ensuring appropriate regulatory and accounting treatment.   25 

 

                                                

 

11 Transcript, November 12, 2015, page 68, line 21 to page 69, line 16. 
12 Transcript, November 12, 2015, page 156, line 21 to page 157, line 18. 
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Clearly, however, simply ignoring the issue of betterment has no support in the evidence or in 1 

regulatory accounting practices. 2 

 3 

Supply costs 4 

At pages 13 and 14 of its Written Submissions, Newfoundland Power states that Hydro provided 5 

alternative calculations with respect to the January 2014 supply costs showing potential disallowances 6 

of $0 and approximately $1 million respectively.  Newfoundland Power further states that use of only 7 

the initial January 1 to 4, 2014 four-day period “as suggested by Hydro which yields no disallowance may 8 

not be reasonable due to the extraordinary system conditions outlined in the Liberty Report Evidence”.  9 

For clarification, in its Reply Evidence, Hydro indicated that use of Liberty’s methodology but using the 10 

first four days of the period would indicate no disallowance, and that using an average of the first four 11 

and last four days would yield a figure of $984,674.  However, Hydro never suggested that if the Board 12 

was to determine a disallowance, that only the first four-day period should be used.  Hydro made clear 13 

in its Reply Evidence that “employing Liberty’s methodology but utilizing an average of costs in both the 14 

first and last four days of the period in question (and adjusting for any double counting) is much more 15 

appropriate, especially in light of the fact that Holyrood Unit 1 was not even offline for the entirety of 16 

the January 5-8 period”.13   17 

 18 

With that clarification, Hydro notes Newfoundland Power’s statement at page 14 of its Written 19 

Submissions that “there is no intrinsic reason for the Board to favour the approximately $1.7 million 20 

disallowance proposed in the Liberty Report (after deduction of approximately $0.5 million to avoid 21 

double counting) over the approximately $1 million which results from averaging replacement costs 22 

over both the four days before and after the January 5-8 period proposed by Hydro”.   23 

 24 

For the reasons expressed in detail in Hydro’s Closing Submissions, and particularly in light of the fact 25 

that Liberty did not make any adjustment for the time period in which Holyrood Unit 1 was not even 26 
                                                

 

13 Hydro Reply Evidence, August 7, 2015, (Revised September 23, 2015) pages 7-8.   



Prudence Review – Reply Submissions 
 

Page 10  

 

offline during the January 5 to 8, 2014 period, Newfoundland Power is correct that there is no “intrinsic 1 

reason” to accept Liberty’s recommendation, and in fact Hydro submits its recommendation, if there is a 2 

disallowance, is a more balanced and appropriate approach.14   3 

 4 

Black start 5 

On page 15 of Newfoundland Power’s Written Submissions, it submits that there is no evidence of 6 

reasonable system planning or weighing of risks on Hydro’s part in reaching its decisions in relation to 7 

black start capability at Holyrood.  Hydro submits that this statement is wholly unsupported by the 8 

evidence.  In this regard, Hydro refers the Board back to the extensive evidential description provided by 9 

the Hydro witnesses and excerpted at pages 9-10 and 12-13 of Hydro’s Closing Submissions referable to 10 

its decision-making and the surrounding context regarding the black start issue.  Hydro also refers the 11 

Board to its reply to the IICs below. 12 

 13 

Hydro also acknowledges Newfoundland Power’s statement at page 15 of its Written Submissions that 14 

“the evidence relating to the lack of blackstart capability does not indicate that the amounts spent by 15 

Hydro to install blackstart capability at Holyrood following the January 2013 outage were imprudent.  In 16 

fact, the evidence does not indicate that the diesels were not used and useful.”  As the Board and all 17 

parties are aware, the diesels remain in place and are still providing black start capability. 18 

 19 

Fully consistent with Hydro’s Closing Submissions, Newfoundland Power also notes at page 16 that “it is 20 

not appropriate for the Board to sanction a utility for imprudent conduct by disallowing any recovery of 21 

a utility investment which has not been shown to be anything but used and useful.  This is because the 22 

sanction bears no reasonable nexus to the appropriate conduct.” 23 

   24 

This is fully consistent with Hydro’s and La Capra’s evidence and Hydro’s Closing Submissions in this 25 

regard.  See in particular Hydro’s extensive discussion with respect to Liberty’s proposed disallowance at 26 

                                                

 

14 Note that the Holyrood Unit 1 issues on January 8, 2014 when the Unit came back online at approximately 
15:30 hours are unrelated to the January, 2013, Holyrood Unit 1 issue.   
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pages 18-23 of Hydro’s Closing Submissions.  As Hydro’s Closing Submissions fully explain, there is no 1 

sound regulatory basis on which to monetarily sanction Hydro in these circumstances.  As Hydro noted 2 

in its Closing Submissions, the Nova Scotia Utility and Review Board in a recent case also involving a 3 

Liberty recommended disallowance noted that such should not be imposed where on the balance of 4 

probabilities the amount of additional costs resulting from the issue in question had not been 5 

demonstrated.15   6 

 7 

It is not regular regulatory practice to impose a disallowance in situations where no specific cost 8 

consequences have been determined.   9 

 10 

In fact, as noted at page 23 of Hydro’s Closing Submissions, the Terms of Reference state at page 3 that: 11 

 12 

…where actions are found to be imprudent, Liberty will examine where and by how much 13 

costs would have differed under a prudent course of action. 14 

 15 

This is of course because the Terms of Reference were appropriately addressing the situation where a 16 

regulatory disallowance may be imposed, i.e., where costs would have differed under a prudent course 17 

of action.   18 

 19 

In the circumstances, it is clearly inappropriate to disallow costs with respect to used and useful assets 20 

which were put in place following the Board’s direction, simply on the basis that these assets were not 21 

put in place earlier.  This is particularly so in light of the evidential record as to the context behind 22 

Hydro’s decision making during the relevant period and its reliance on Hardwoods as an interim 23 

solution.   24 

 

                                                

 

15 Information No. 44. 
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Further, to the extent that the Board determines that any of Hydro’s actions during the relevant period 1 

with respect to black start were imprudent, that finding in and of itself will be taken very seriously by 2 

Hydro. 3 

 4 

Extraordinary transformer and breaker repairs 5 

At the top of page 18 of Newfoundland Power’s Written Submissions, they state in relation to the 6 

extraordinary transformer and breaker repairs that “it has not been proven in evidence” that Hydro’s 7 

failure to adhere to its general maintenance cycles was the result of deferrals “to carry out higher 8 

priority work on a considered basis”.  Hydro submits that this is simply not in any way a correct summary 9 

of the evidence.  Hydro consistently and uncontrovertibly made it clear that the only times when 10 

preventative maintenance was not carried out was where more critical work was required.  Notably 11 

Newfoundland Power has no references in the evidential record supporting its statement.  That is of 12 

course because the evidential record is clearly to the contrary.  As was highlighted in Hydro’s Closing 13 

Submissions, Mr. Moore specifically and uncontrovertibly noted as follows: 14 

 15 

The only reason we would re-prioritize any of our preventative maintenance activities 16 

would be for any unknown work, whether it be operating, corrective maintenance, or 17 

capital that is determined to be of a higher priority nature for immediate reliability 18 

supply to our customers, and that’s the only reason we would in any way stretch out our 19 

plan to longer intervals because of anything that’s of a higher priority, a more urgent 20 

nature for our customers supply.16 21 

 22 

. . .  23 

 24 

What I’ll say is the people that make decisions about any work of a higher priority nature 25 

that would take us off our annual work plan is a very considered decision by very 26 
                                                

 

16 Transcript, October 28, 2015, page 28, lines 8-19. 
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knowledgeable people taking into account, you know, reliability up to that time of the 1 

assets, the asset condition, any known operating issues with the assets, knowledge of 2 

what the manufacturer had recommended as maintenance for the assets and very 3 

considered decisions of anything that’ll take you off plan. What we have in place now is 4 

a - we talked about it there yesterday, I’ll call it a management of change form that is 5 

used now to document any of those decisions and an opportunity for every person 6 

involved with the decision to sign off. The amount of rigor that goes into the decision 7 

itself, I think, is still as strong and will continue to be as strong as it’s always been. What 8 

we’re doing now is ensuring that we have a documented record of that decision going 9 

forward.17 10 

 11 

It was also specifically noted by Mr. Moore that the documentation at the relevant time would have 12 

been reflected in Hydro’s computerized maintenance system where target dates and years for 13 

preventative maintenance activities would have changed, and members of Hydro’s Short Term Planning 14 

and Scheduling Group, who develop Hydro’s weekly work schedules and annual work plans, would have 15 

kept track of any of their changes through their normal maintenance planning process.18   16 

 17 

The evidential underpinning for Newfoundland Power’s submissions and conclusions in this regard 18 

simply does not exist.   19 

 20 

Legal costs 21 

At page 19 of its Written Submissions, Newfoundland Power states that the Liberty Reply Evidence 22 

indicated that it had not had the chance to review the source documents associated with the Hydro 23 

legal fees.  For clarity, however, Mr. Vickroy specifically noted during direct examination that Liberty 24 

subsequently and before the oral hearing had the opportunity to review the applicable invoices.19  The 25 

                                                

 

17 Transcript, October 28, 2015, page 31, line 23 to page 32, line 19. 
18 Transcript, October 28, 2015, page 33, lines 1-13. 
19 Transcript, November 12, 2015, page 70, lines 14-21. 
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issue of the applicable legal costs in relations to Phase 1 of the Outage Inquiry was dealt with in detail in 1 

Hydro’s Closing Submissions at pages 53-55. 2 

 3 

Other potential disallowances 4 

On page 21 of Newfoundland Power’s Written Submissions, it states that in its view, based upon the 5 

evidence before the Board, it appears that a number of operating cost disallowances may be justified.  It 6 

then lists these in Table 6.  Newfoundland Power simply cites the Liberty and Hydro positions and notes 7 

that operating cost disallowances “may” be justified, but then cites the complete Liberty disallowances, 8 

not in any way taking account of the various adjustments noted as appropriate by Hydro.  9 

Newfoundland Power’s Written Submissions add nothing to the record in this regard.  Each of the items 10 

listed in Table 6 of Newfoundland Power’s Written Submissions are dealt with in detail in Hydro’s 11 

Closing Submissions, which Hydro submits clearly indicate that the complete disallowances summarily 12 

shown by Newfoundland Power are not appropriate.   13 

 14 

On page 22 of Newfoundland Power’s Written Submissions, it notes in Table 8 with respect to the 2013 15 

Holyrood Unit 1 failure a potential disallowance in respect to contract labour/other of $915,000.  16 

However, as Hydro made clear, these dollars were not sought at part of the 2014 Test Year revenue 17 

requirement in any event, and as such do not constitute part of any potential disallowance. 18 

 19 

On page 23, Newfoundland Power states that approximately $8 million of disallowance are attributable 20 

to the January, 2013 failure of the DC lube oil pumping system, but this is incorrect in that this figure 21 

apparently includes the $915,000 noted above, as well as double counting depreciation expense 22 

together with capital costs.  Hydro will of course in its compliance filing appropriately account for any 23 

costs it has sought recovery for with respect to the 2014 Holyrood Unit 1 incident for which it has 24 

accepted responsibility.   25 

 26 

3. VALE 27 

Hydro submits that the Vale Final Submissions simply reiterate the Liberty position on various items and 28 

does not take any cognisance of the position of Hydro and its extensive evidence filed in this proceeding.  29 

It is very much a one sided presentation of the evidence. 30 
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Vale states at page 2 of its Final Submissions that Hydro “did not establish that any of Liberty’s findings 1 

of imprudence were incorrect”.  However, within the tests for prudence as articulated in the Terms of 2 

Reference, Hydro submits that it has shown that its actions were reasonable in the prevailing context.   3 

 4 

Preventative maintenance 5 

Vale states at page 4 of its Final Submissions that Hydro “could and should have retained a third party 6 

contractor to complete this work before 2013”.  However, when questioned by Board counsel 7 

specifically with respect to whether Hydro considered the need for additional resources or manpower or 8 

the requirement to hire an external contractor in this regard Mr. Moore explained in detail as follows: 9 

 10 

When we developed a plan looking into 2012, that wasn’t a consideration at the time 11 

because based on our existing resources at the time, plus an allotment for, we always in 12 

our annual work plan allot a certain amount of time for unknowns or corrective 13 

maintenance work that we do find during our preventative maintenance, so when we 14 

developed our plan in 2012, the plan itself looked like we could achieve an adequate 15 

amount of recovery PMs in 2012, but what we experienced in 2012, not so much as 16 

2013, but there was a number of very customer focused activities that took us away 17 

from some of our planned activities in 2012 as well. One example I can think of is when 18 

we were installing the new power supply for Vale out in Long Harbour, the actual 19 

installation of that new terminal station with two transformers ended up drawing upon 20 

our resources that would be working on PMs for power transformers in a much higher 21 

amount, I think we’ve documented this in RFIs as well, than would have been claimed for 22 

that capital job. So then when we were going into 2013, we realized that we’ve 23 

accomplished some maintenance in 2012, but looking at the numbers here in the RFI, we 24 

completed our base plan, but we didn’t get any further ahead on our recovery plan, shall 25 

we say, for power transformers, and then going into 2013 when we developed our plan, 26 

again looking at the most overdue first, we would have looked at the base amount that 27 

normally would be allocated to each shop, plus a portion of recovery and then--but we 28 

just talked about some of the things in 2013 that again took us off plan, so it wasn’t until 29 

we put together the 2014 or the June 2nd, 2014 reports to the Board and the 2014, 2015 30 
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test year as part of the amended GRA that we had an opportunity to identify the 1 

additional resources that were required to achieve our 2015 objective to be fully 2 

recovered.20 3 

 4 

Notable in this regard, is that Mr. Moore specifically stated that additional work for Vale was one of the 5 

factors in this regard.  Mr. Moore also specifically noted the change in circumstances, and that Hydro 6 

was working with appropriate resources to address the most critical work. 7 

 8 

Notable also is Vale’s contention that had Hydro retained a contractor sooner the events of January 9 

2013 and January 2014 “may have been avoided”.  There is no evidence however that the hiring of 10 

additional contractors would have prevented the issues which occurred.  11 

 12 

Vale then continues on page 4 of its Final Submissions to state that the evidence presented 13 

“demonstrated that Hydro did not have an adequate system for documenting its decisions to defer 14 

preventative maintenance or guidelines for the criteria on which such decisions should be based”.  15 

However as noted previously in this Reply Submission, Hydro’s decisions were reflected in its 16 

computerized maintenance system and Hydro’s Short Term Planning and Scheduling group kept track of 17 

these changes through their normal maintenance planning processes.  Further, the uncontroverted 18 

evidence of Hydro is that all of such determinations were made by very knowledgeable and experienced 19 

engineering staff taking into account the nature of the break-in work and the information around the 20 

assets from which preventative maintenance was scheduled.  There is no suggestion whatsoever in the 21 

evidential record that the decisions that were made to defer preventative maintenance to deal with 22 

more critical work were in any way inappropriate.   23 

 24 

Vale’s conclusion in this regard on page 5 of its Final Submissions is, in quoting Liberty, that Hydro’s 25 

decision to defer preventative maintenance “deprived Hydro of the opportunity to identify and correct 26 

                                                

 

20 Transcript, October 27, 2015, page 163, line 10 to page 165, line 2.  See also in relation to timing Transcript, 
October 29, 2015, page 81, lines 17 to page 83, line 6. 
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potential sources of equipment failure that regular maintenance is designed specifically to provide”.  1 

However, for the reasons dealt with in detail in Hydro’s Closing Submissions at pages 26-28, and below 2 

in reply to the CA, it is not appropriate to make a disallowance finding on the basis of a so-called lost 3 

opportunity.  This is particularly so where, despite extensive efforts, there is no evidence whatsoever 4 

that failure to carry out certain preventative maintenance within the general maintenance cycle led to 5 

the issues in question, and where the preventative maintenance that was deferred was done so to 6 

address more critical issues.   7 

 8 

At the top of page 6, Vale states that Breaker B1L03 was seven years past its life expectancy at the time 9 

of the failure and that it is reasonable to conclude that there is a correlation between the performance 10 

of preventative maintenance and failure of an asset operating beyond its expected life.  However, as 11 

was made clear in Mr. Kennedy’s evidence, the dispersion curve for assets such as B1L03 showed that 12 

they had significant levels of retirement activity occurring at any time from ages 20 all the way through 13 

age 80.21  Further, as noted, there is no evidence supporting the failure of the assets due to preventative 14 

maintenance not being undertaken strictly within the general maintenance cycle.   15 

 16 

In fact, with respect specifically to Breaker B1L03, counsel for Vale followed up with Mr. Moore on this 17 

issue: 18 

MR. FLEMING: 19 

 20 

Q. Based on the mechanism of failure, do you think that preventative maintenance 21 

would have had any effect on that type of failure? 22 

 23 

MR. MOORE: 24 

 25 

                                                

 

21 Hydro Surrebuttal Evidence dated October 14, 2015, Appendix A, pages 6 and 7 of 18, and page 18.   
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A. Not from the investigation that we did. We didn’t find anything conclusive to 1 

indicate that if we had have completed the maintenance in the fall of 2013, that that 2 

would have definitely resulted in that breaker operating properly. That breaker did 3 

operate properly in 2013 on two occasions when we checked back through our records. 4 

It opened and closed as it should have in 2013. Like I indicated in PUB-NLH-174, there’s a 5 

long list of preventative maintenance that’s carried out in a terminal station, everything 6 

from monthly to quarterly to annual checks, and the six year PM is basically one portion 7 

of the maintenance that we do on these items, and it was the six year that was due in 8 

2013 that we had to defer into 2014. 9 

 10 

MR. FLEMING: 11 

 12 

Q. I understand. I’m just wondering whether there’s anything in that preventative 13 

maintenance that would have increased the ability of the breaker to work in a cold 14 

temperature? 15 

 16 

MR. MOORE: 17 

 18 

A. No.22 19 

 20 

In its Final Submissions, Vale does not reference this testimony.  In fact it also does not reference the 21 

ABB representative’s report in relation to this breaker.  It is simply not appropriate to look at the issue 22 

without the context of the actual evidence.  With that context it is clear that Vale’s contentions are not 23 

appropriate or supported. 24 

 

                                                

 

22 Transcript, November 2, 2015, page 80, line 10 to page 81, line 14. 
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Vale then states on page 6 of its Final Submissions that Liberty also found that Hydro’s failure to install 1 

breaker failure protection prior to the incidents and to follow up on increasing acetylene gas readings in 2 

the transformer were imprudent actions that caused or potentially contributed to the failures.  This is 3 

simply not the case.  With respect to the breaker failure protection, Liberty specifically “did not find 4 

[Hydro’s] application imprudent in these circumstances”23.  With respect to the gassing issue, as 5 

highlighted throughout the evidence and in Hydro’s Closing Submissions, the acetylene gas readings 6 

were completely unrelated to the issues that occurred.  Vale provides no supporting reference for its 7 

contention to the contrary.  Hydro fully explained in its evidence and in its Closing Submissions at pages 8 

39-40 the activities that it undertook with respect to the acetylene gas issue.   9 

 10 

Vale then reiterates Liberty’s position on pages 6-8 of its Final Submissions where Liberty stated that 11 

“where causation is not determinable, despite good faith and capable effort, it is sufficient to make the 12 

categorical level connection, as exists here, between conducting maintenance and avoiding 13 

malfunction”.   14 

 15 

After citing Liberty’s discussion on causation, once again Vale suggests that following up on the 16 

acetylene gas levels may have avoided the failure.  This is completely unreferenced and unsupported in 17 

the evidence.  The evidence does not indicate that the gassing levels had anything whatsoever to do 18 

with the Transformer T1 bushing failure.   19 

 20 

Hydro has already dealt extensively with Liberty’s suggested approach to causation, and has clearly 21 

indicated in its discussion on causation at pages 26-28 of its Closing Submissions why Liberty’s approach 22 

is not supported in either the regulatory jurisprudence or in Canadian law.  As dealt with in detail in 23 

Hydro’s Closing Submissions, Canadian law requires evidence that on the balance of probabilities the 24 

conduct in question caused the cost to be incurred.  Notably Vale cites no law for support of its 25 

contention.  Vale would have the Board make a decision based on principles that are not supportable.  26 
                                                

 

23 Liberty Report, July 6, 2015, page 25. 
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The post-incident analysis did not identify any links between the failure to provide maintenance on the 1 

Sunnyside T1 Transformer or the B1L03 airblast circuit breaker and the issues at Sunnyside. 2 

 3 

On page 7 Vale quotes to Mr. Antonuk of Liberty stating that there is a direct causal linkage between 4 

maintenance and performance.  However, there is no evidence in this case that the failure to simply 5 

perform the preventative maintenance within the general maintenance cycle had anything to do with 6 

the incidents in question.  It is causation of the incidents in question that is meaningful.  Liberty’s 7 

position was clearly premised, as discussed in Hydro’s Closing Submissions, on Hydro losing the 8 

opportunity to potentially have prevented the occurrences.  However, as fully explained in Hydro’s 9 

Closing Submissions, the SCC has made it clear that proof of a “loss of a chance” does not satisfy the test 10 

of proof of causation. 11 

 12 

At page 8 of its Final Submissions, Vale also refers to Hydro’s “reliance on a test that occurred more than 13 

six year’s before the failure”.  Hydro did not suggest that it was relying on the prior test, rather it made 14 

clear that the preventative maintenance on Sunnyside Transformer T1 was only overdue by about three 15 

months of the six year cycle, and importantly that the failure of the transformer in and of itself would 16 

have caused limited system issues.24  The issues were exacerbated as a result of Breaker B1L03 failing to 17 

open, but as dealt with in detail in Hydro’s Closing Submissions Breaker B1L03 had operated successfully 18 

in August 2013 and its operation could well, as indicated by ABB, have been impacted by the “cold 19 

temperatures that the breaker was experiencing for days up to the event”.25   20 

 21 

In the circumstances, to make an unsupported leap that if preventative maintenance had occurred 22 

within the six year cycle this would have prevented the incidents from occurring is inappropriate and not 23 

supported by regulatory or Canadian jurisprudence. 24 

 

                                                

 

24 Hydro Closing Submissions, December 22, 2015, at page 38. 
25 Ibid at page 29. 
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If the Board is of the view that all preventative maintenance must occur within the general PM cycles, 1 

then it is certainly open to the Board to make such a finding in its decision.  However, to penalize the 2 

utility, with no proof of causation, for failing to strictly adhere to its PM cycles in the past, solely to deal 3 

with more critical work, Hydro submits is inappropriate.  The evidence is clear that Hydro used its best 4 

efforts to carry out required preventative maintenance, and it used informed engineering judgment to 5 

deal with extensive critical break-in work which occurred.  The evidence does not support that Hydro 6 

was in any way acting imprudently, rather it was at all times seeking to achieve a balance between cost 7 

and reliability for the benefit of its customers.  Vale’s Final Submissions, and the submissions of others, 8 

do not, in Hydro’s respectful submission, in any way reflect this balance or the overall context and 9 

dynamic circumstances prevailing during the applicable times in question. 10 

 11 

Notwithstanding that the gassing levels had nothing to do with the incidents in question, it is important 12 

to put Vale’s comments in this regard on pages 8 and 9 of their Final Submissions in context.  Vale states 13 

that the gassing level of 11 PPM was the highest ever recorded on the transformer and warranted a 14 

decision to follow up with further testing in 2014.  However, this was simply 2 PPM greater than the top 15 

of the range which Hydro had been experiencing for decades on this transformer.26  This was not an 16 

unusually high figure in the context of Hydro’s ongoing monitoring program.  As Mr. Moore made clear, 17 

a retest would have been scheduled but Hydro did not get the opportunity to do so as the transformer 18 

failed.27   19 

 20 

As described fully in the evidence and in Hydro’s Closing Submissions the circumstances known at the 21 

time led to Hydro’s appropriate action of actively reviewing and monitoring the gas levels since as early 22 

as the 1990’s. 23 

 

                                                

 

26 Undertaking No. 76 
27 Transcript, November 2, 2015, page 65, lines 3-7 and Transcript, October 27, 2015, page 179, line 20 to page 
180, line 2. 
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Vale concludes with respect to the Sunnyside Replacement Equipment that Hydro has not refuted the 1 

“standard for establishing causation”.  This is incorrect for the reasons noted above.  The standard for 2 

establishing causation has not been met in this case.  Liberty’s approach to that standard is not 3 

supported by regulatory or Canadian jurisprudence.   4 

 5 

With respect to the Western Avalon Terminal Station T5 Tap Changer, at page 9 of its Final Submissions 6 

Vale states, in quoting Liberty once again, that Hydro was deprived of the opportunity to identify and 7 

address the cause of the failure before it occurred and thus Vale submits that Hydro has not refuted 8 

Liberty’s findings.  However, as noted, this is not an appropriate test, and Vale has provided no support 9 

for it being such.  There is simply no support in regulatory or Canadian jurisprudence for this approach. 10 

   11 

With respect to the overhaul of Sunnyside B1L03 and Holyrood B1L17 Vale again states at page 10 of its 12 

Final Submissions, that Hydro’s statements failed to recognize the lost opportunity to correct any 13 

maintenance issues resulting from delaying preventative maintenance.  Again, Vale rests its conclusions 14 

on a misunderstanding of the causation test, and ignores the fact that loss of chance is not a 15 

compensable standard in Canadian law.  As noted above, in no instance does Vale provide any 16 

regulatory or jurisprudential support for its statements.   17 

 18 

Vale also does not acknowledge the potential cost consequences of Hydro having to deal with both all of 19 

the preventative maintenance within the general maintenance cycle and the significant critical break-in 20 

work that arose from time to time over the applicable period.  Again, there is no reflection of the 21 

balance Hydro was undertaking on behalf of its customers, and simply a request for the Board to accept 22 

the full disallowances suggested by Liberty despite no proof of causation.  Hydro submits that this is 23 

simply inappropriate. 24 

 25 

At page 10 of its Final Submissions, Vale also states that there is “no evidence that cold weather was the 26 

cause of failure”.  Again, Vale completely disregards ABB’s finding that the cold temperatures that 27 
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Breaker B1L03 was experiencing for days up to the event and the condition of the pole control boxes are 1 

factors affecting the breaker operation and that the problem was intermittent and temperature 2 

related.28   3 

 4 

Vale then goes on to state that “it is fair to assume that a breaker that has not been properly maintained 5 

is more likely to fail in cold conditions than a properly maintained breaker”.  However, there is no 6 

evidence that the breaker was not “properly” maintained, and more importantly, as noted above, 7 

Hydro’s uncontroverted evidence when specifically questioned on this by Vale, was that there is nothing 8 

in the preventative maintenance that would have increased the ability of the breaker to work in a cold 9 

temperature.  Vale simply disregards the evidence in this regard.   10 

 11 

On page 12 of its Final Submissions, Vale states with respect to Breaker B1L17 that “it is clear that Hydro 12 

failed to ‘securely cover the breaker’ as water did in fact enter the breaker and cause the failure”.  13 

However, there is no evidence to indicate that the breaker was not securely covered.  The only evidence 14 

is that water did at some point and somehow enter the breaker.  Even if the cover, for example only, 15 

became unsecure for one reason or another does not in any way indicate imprudence.  Again, Vale 16 

simply makes leaps of logic that are not supported by the evidence.   17 

 18 

On page 13 of its Final Submissions, Vale states as follows with respect to preventative maintenance: 19 

 20 

Had these repairs not been imprudently deferred, they would have been completed 21 

between general rate applications and, therefore, would not have been recoverable.  22 

Hydro should not benefit from its decision to defer maintenance work by recovering 23 

expenses that would not otherwise have been recoverable had they been prudently 24 

completed in a timely manner. 25 

 

                                                

 

28 See Hydro’s Closing Submissions, page 29, line 17 to page 31, line 17. 
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First, Vale contends that the repairs were imprudently deferred.  Again, as Hydro has repeatedly noted 1 

these deferrals were only done to deal with more critical break-in work.  Vale’s supposition is that if 2 

Hydro had determined that it should strictly stay within the preventative maintenance cycle and do all 3 

the critical break-in work, Hydro would not be entitled to recover its additional costs.   4 

 5 

As Hydro made the decision, based on the knowledge known at the time and the technical expertise of 6 

its staff, to defer certain preventative maintenance work outside of the general maintenance cycle it did 7 

not have to consider making a separate application to the Board for the costs associated with the non-8 

capital break-in work.  Had it determined, as Liberty suggests, that all PM work should have been carried 9 

out regardless, then it would have had to make a decision at that time as to what applications should 10 

have been made for additional cost recovery to ensure all the PM work and critical break-in work was 11 

completed.   12 

 13 

Vale’s contention is that, notwithstanding that Hydro carried out thousands of additional man-hours of 14 

non-capital critical break-in work for which it did not seek additional cost recovery, it should now be 15 

precluded from recovering the costs of the preventative maintenance work that was deferred to be able 16 

to carry out the critical break-in work at the time when it was needed.  Essentially, Vale’s position is that 17 

Hydro should be responsible for the costs of all preventative maintenance and critical break-in work, 18 

and if one or the other is not set in rates, even if the critical break-in work was not planned for or 19 

foreseeable at the referable time, that Hydro should be responsible for the costs of that work, 20 

notwithstanding that it is being done for the benefit of Hydro’s customers.  Hydro submits that this is 21 

not an appropriate result. 22 

 23 

Thus, Vale’s comments at the top of page 14 that if Hydro was permitted to recover catch-up 24 

preventative maintenance costs in the 2014 and 2015 Test Years Hydro would in effect be receiving 25 

double recovery is not correct.  With respect to the amount for ultimate recovery, in respect of Vale’s 26 

comments on page 14 of its Final Submissions, this is an item which would be confirmed in Hydro’s 27 

compliance filing.   28 
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Black start and the combustion turbine 1 

On page 14 of its Final Submissions, Vale refers to Hardwoods as “a particularly unreliable plant”.  2 

However, the record, in particular the response to Undertaking No. 81, does not support this 3 

contention.  As Hydro previously noted, and as specifically stated in Undertaking No. 81, “UFOP 4 

[Utilization Forced Outage Probability] is generally considered a more meaningful comparator for units 5 

that have a small number of operating hour requirements”, which is referable to Hardwoods as a unit 6 

which is on for limited periods of time.  In the five year time period between 2008 and 2014 “the CEA 7 

UFOP factor ranged from 12.80 to 40.94 [while] the UFOP for the Hardwoods gas turbine ranged from 8 

10.20 to 35.14, comparable to the range seen by other CEA members”.  It is inappropriate to simply look 9 

at Hardwoods UFOP without comparison to similar units.  That comparison does not support Vale’s 10 

contention.   11 

 12 

On page 15 of Vale’s Final Submissions, Vale submits that La Capra’s position that even if Hydro had 13 

taken steps to immediately replace the Holyrood on-site black start in January 2012 it would not have 14 

been installed in time to prevent the January 2013 events is contradicted by the time frame in which 15 

Hydro was able to subsequently install the current black start diesel generators.  However, this is pure 16 

hindsighting on Vale’s part as is dealt with in more detail in Hydro’s discussion of the IIC final Written 17 

Submissions discussed below.   18 

 19 

Vale then contends at pages 15 and 16 that although the Holyrood combustion turbine (“CT”) should be 20 

subject to recovery as a capital asset the costs associated with the black start diesel generators should 21 

not, as in Vale’s view they “were only incurred because Hydro failed to install the new Holyrood 22 

combustion turbine in a timely manner”.  Vale provides no supportable discussion as to why the current 23 

CT was not provided in a timely manner.  In fact, the record with respect to supply planning is clear that 24 

justification for the construction of the CT at an earlier time was not present.29  The evidence simply 25 

does not support Vale’s contention.  Certainly a CT of the size and capabilities eventually put in place 26 

                                                

 

29 See for a detailed explanation of the record in this regard the Supply Planning section of Hydro’s Closing 
Submissions at pages 9-11 and Hydro’s reply to the IICs below. 
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would not have been done if a decision had been taken at an earlier time.  Further, Liberty did not find 1 

any imprudence in relation to Hydro’s planning, procurement or installation of the CT.30  2 

  3 

Vale then also suggests, quoting to Liberty, that the diesel generators have “too short a used and useful 4 

period to justify the expenditures”.  Vale once again cites no regulatory support for such a proposition, 5 

and as noted in Hydro’s Closing Submissions, following receipt of Hydro’s Reply Evidence, which 6 

challenged the support for any such regulatory conclusion, Liberty appeared to change its position to 7 

one where Hydro should be penalized for a purported lack of on-site black start capability at Holyrood.  8 

As noted previously, the black start diesels continue to be used for this purpose and there is no 9 

regulatory support for disallowance of used and useful assets.  For the extensive reasons set out in 10 

Hydro’s Closing Submissions at pages 18-23, there is no support for the imposition of a penalty on Hydro 11 

for failing to have on-site black start capability during the period in question in the context of the 12 

prevailing circumstances.   13 

 14 

Vale’s contention that Hydro should be sanctioned for the full cost associated with the diesel generators 15 

is unfounded.   16 

 17 

Supply costs 18 

With respect to the supply costs, Vale submits at the top of page 20 of its Final Submissions that Liberty 19 

has demonstrated that the assumptions it used are more reasonable than those suggested by Hydro.  20 

Hydro submits that the record does not support this for the reasons it noted above in its reply to 21 

Newfoundland Power.  Further, Vale then relies on the following quoted statement from Liberty, “there 22 

are methods available for a more accurate assessment than Liberty’s assessment in this case, but they 23 

require better information, which Hydro cannot produce”.  Vale, however, failed to note Mr. Mazzini’s 24 

statement during cross examination that Liberty had seen elsewhere that utilities do not always collect 25 

the data to the detail that is needed to conduct such an ex post facto review.  As Mr. Mazzini stated, the 26 

                                                

 

30 Liberty Report, July 6, 2015, page ES-2. 
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data to that level simply was not available for Hydro or Liberty to do the calculation.31  In such 1 

circumstances, there is no justification for drawing any adverse inference simply because the data 2 

necessary to do what in Liberty’s view would be a more fulsome calculation was not fully available.  3 

Hydro submits this does not support Liberty’s rough estimate for the purposes of a prudence 4 

disallowance. 5 

 6 

Compliance filing 7 

On page 20 of its Final Submissions, Vale submits that the Board should require Hydro to provide a 8 

compliance filing detailing the exact amount and basis for each Liberty deduction Hydro claims contains 9 

an error in relation to items such as double counting and actual expenditures where the amount has not 10 

been sought for recovery in the test year.  Vale submits parties should have an opportunity to comment 11 

on such compliance filing.  Hydro concurs that this is the appropriate process, if the Board makes 12 

imprudence findings which trigger a disallowance.   13 

 14 

4. CONSUMER ADVOCATE 15 

At the bottom of page 3 of the CA’s Final Written Submissions, the CA submits that the expertise of 16 

Liberty and their evidence should be given significant weight in the Board’s considerations.  Likewise, 17 

Hydro submits that the evidence of La Capra should be provided significant weight by the Board based 18 

on their extensive experience.  Furthermore, with respect to issues related to matters of Canadian 19 

jurisprudence, Hydro submits that the Liberty consultant’s views on items of causation are not 20 

supported by Canadian jurisprudence nor were any of the Liberty consultants qualified in that regard.  21 

  22 

Tests for prudence 23 

After reviewing the recent SCC decisions in Ontario (Energy Board) v. Ontario Power Generation Inc.32 24 

and ATCO Gas and Pipelines Ltd. v. Alberta (Utilities Commission),33 the CA submits that the test that has 25 

                                                

 

31 Transcript, November 12, 2015, page 66, lines 18-23. 
32 Ontario (Energy Board) v Ontario Power Generation Inc., 2015 SCC 44 (“Ontario (Energy Board)”). 
33 ATCO Gas and Pipelines Ltd. v Alberta (Utilities Commission), 2015 SCC 45 (“ATCO”). 
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been used by Liberty in determining the prudence of the projects is less onerous to Hydro than that 1 

which could have been used in making that determination if the SCC test had been used.  It is unclear 2 

how Liberty’s review was more forgiving.  In the circumstances of the present case, Hydro submits for 3 

the reasons set out in its Closing Submissions under the heading Note on Recent Jurisprudence (pages 3-4 

5), and below, that the approach taken by Liberty, and which should be taken by the Board, is correct.  5 

In fact, Mr. Antonuk himself noted during cross examination that in his view “applying or not applying 6 

[the presumption of prudence] I think ended up being moot in what we found”.34 7 

 8 

As set out in Hydro’s Closing Submissions at pages 3-5, the recent decisions from the SCC in the above 9 

noted cases support the application of the no-hindsight test for prudence set out in the Terms of 10 

Reference to the costs under review in this case. 11 

   12 

The CA suggests in his submission35 that the approach to the prudence review as set out in the Terms of 13 

Reference in this case is somehow a “less onerous standard” than that which the CA says the SCC has 14 

recently determined.  Hydro submits that there is nothing in these recent SCC cases to suggest that the 15 

test set out in the Terms of Reference is any less onerous than the test that this Board should be 16 

applying to the review of the costs in this case.  17 

 18 

Whether a particular cost may reasonably be assessed using hindsight or a no-hindsight approach in a 19 

prudence review should turn on the circumstances of the cost.36  The majority of the SCC in the Ontario 20 

(Energy Board) case explained the difference between “forecast” costs and “committed” costs as 21 

follows: 22 

 23 

Forecast costs are costs which the utility has not yet paid, and over which the utility still 24 

retains discretion as to whether the disbursement will be made. A disallowance of such 25 

                                                

 

34 Transcript, November 12, 2015, page 168, lines 8-11. 
35 Consumer Advocate Final Written Submissions, pages 5-8. 
36 Ontario (Energy Board), at para. 104. 
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costs presents a utility with a choice: it may change its plans and avoid the disallowed 1 

costs, or it may incur the costs regardless of the disallowance with the knowledge that 2 

the costs will ultimately be borne by the utility's shareholders rather than its ratepayers. 3 

By contrast, committed costs are those for which, if a regulatory board disallows 4 

recovery of the costs in approved payments, the utility and its shareholders will have no 5 

choice but to bear the burden of those costs themselves. This result may occur because 6 

the utility has already spent the funds, or because the utility entered into a binding 7 

commitment or was subject to other legal obligations that leave it with no discretion as 8 

to whether to make the payment in the future.  [emphasis added]37 9 

 10 

As the SCC recognized in ATCO Gas, “the no-hindsight prudence test may be appropriate when the 11 

regulator reviews utility costs that are committed”.38  The application of a no-hindsight test to a 12 

prudence review of committed costs is grounded in the following fact recognized by the majority of the 13 

SCC in Ontario (Energy Board), that: 14 

 15 

[…] any disallowance of costs to which a utility has committed itself has an effect on 16 

equity investor returns. This effect must be carefully considered in light of the long-run 17 

necessity that utilities be able to attract investors and retain earnings in order to survive 18 

and operate efficiently and effectively, in accordance with the statutory objectives of the 19 

Board in regulating electricity in Ontario.39 20 

 21 

Also, importantly, a no-hindsight approach “may play a particularly important role in ensuring that 22 

utilities are not discouraged from making the optimal level of investment in the development of their 23 

facilities.”40  Regarding the application of the no-hindsight prudence test to forecasted costs, the 24 

majority of the SCC in Ontario (Energy Board) recognized that “it makes no sense to apply such a test 25 
                                                

 

37 Ontario (Energy Board), at para. 82. 
38 ATCO, at para. 48. 
39 Ontario (Energy Board), at para. 17. 
40 Ontario (Energy Board), at para. 107. 
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where a utility still retains discretion over whether the costs will ultimately be incurred; the decision to 1 

commit the utility to such costs has not yet been made”.41 2 

 3 

The costs under review in this case are clearly fully committed capital and operating costs (both of which 4 

should reasonably be assessed using a no-hindsight approach).42 As such, even in light of the recent 5 

cases from the SCC, there is no basis on which this Board should apply any prudence test other than that 6 

which is articulated in the Terms of Reference for this review.  The costs under review should therefore 7 

be reviewed based on the information that was available at the time the decisions were made by Hydro 8 

to incur the costs.  9 

 10 

On page 12 of the CA’s Final Written Submissions, the CA indicates Liberty’s view that the performance 11 

of the Doble test “would” have identified the defective bushing.  However, notably Mr. Lautenschlager 12 

stated elsewhere in the evidence that: 13 

 14 

For example, a deteriorated bushing which likely caused the T1 transformer could have 15 

been identified by the double [Doble] power factor test that would have been part of the 16 

PM if it had been conducted in September, a few months before the failure.  Although I 17 

can’t say for certain that the unknown issues that caused the B1L03 air blast circuit 18 

breaker malfunction would have been detected or corrected by corrective tests, the point 19 

is that the opportunity was missed for the preventative maintenance to provide the 20 

information or to actually even prevent by the actions included in the PMs to prevent the 21 

failure as the PMs are designed to do.43 [emphasis added] 22 

 23 

Here, Mr. Lautenschlager stated only that the bushing issue “could” not “would” have been identified.  24 

In fact there is no evidence that it “would” have been identified.  Further, he went on to state that he 25 

                                                

 

41 Ontario (Energy Board), at para. 83. 
42 Ontario (Energy Board), at para. 102. 
43 Transcript, November 12, 2015, page 50, lines 5-19. 
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could not say whether the unknown issues that caused the B1L03 air blast circuit breaker malfunction 1 

would have been detected or corrected, and relied once again on the missed opportunity rationale, 2 

which does not support causation or disallowance.  Hydro submits that this is particularly the case 3 

where pursuant to its legislative mandate it was balancing least cost reliable supply to its customers by 4 

ensuring the most critical work was carried out.  Hydro did not have any information at the relevant 5 

times in question that the deferral of the PMs in relation to the assets in question should in any way 6 

have caused an issue for those assets.  As noted in Hydro’s Closing Submissions at page 29, breaker 7 

B1L03 was function-tested in 2011 and operated successfully in August 2013.  There was no concern 8 

with the operability of the breaker at the relevant time.   9 

 10 

As well, although the Doble test “may” have identified an issue with the bushing, the test, as fully 11 

explained by Mr. Moore and in Hydro’s Closing Submissions at pages 38-39, is not a pass/fail test.  Thus, 12 

even hypothetically, had there been some issue indicated by preventative maintenance, there is no 13 

evidence to suggest that it would have been of an order of magnitude to replace the bushing in the very 14 

short time period outside of the preventative maintenance cycle.  As Mr. Moore specifically stated the 15 

Doble test is “a longer term condition monitoring test, as opposed to a pass/fail test”.44 16 

 17 

With respect to the gassing level noted by the CA see Hydro’s comments in reply to Vale above.  The CA 18 

quotes from Liberty’s evidence at page 13 of the CA’s Final Written Submissions that a test for the 19 

dissolved gas would have been simple and only required an employee to travel to Sunnyside to draw an 20 

oil sample from the transformer to be tested.  However, the gassing issue was not linked to any of the 21 

incidents in question, it had been monitored for years, and in fact subsequent to the incident it has been 22 

reconfirmed that the gas level is due to gas migrating from the tap changer to the transformer tank thus 23 

validating Hydro and the manufacturer’s understanding of this issue with respect to transformers of the 24 

same design and vintage as Sunnyside T1.   25 

 

                                                

 

44 Transcript, October 27, 2015, page 172, lines 18-22. 
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The CA and other parties simply wish to hang their hat on the fact that the simple failure to complete all 1 

of the preventative maintenance within the general preventative maintenance cycle is determinative.  2 

Hydro submits that in the full context it is not appropriate to make a finding of imprudence in relation to 3 

the incidents in question on this basis.  Hydro’s actions were, as categorically stated by its witnesses, at 4 

all times meant to provide a balance between least cost and reliable supply consistent with Hydro’s 5 

mandate.  Hydro utilized the best information it had at the relevant times to make its decisions and to 6 

focus on the most critical elements of reliability.  The evidence supports and does not in any way 7 

contradict this.   8 

 9 

Preventative maintenance 10 

At the bottom of page 13 of the CA’s Final Written Submissions, the CA refers to Liberty’s opinion that 11 

Hydro should have identified the requirement to hire outside assistance years before they decided to 12 

undertake that effort in 2014.  See Hydro’s comments above in response to Vale in this regard. 13 

At the top of page 14 of his Final Written Submissions the CA contends that in cross examination counsel 14 

for Hydro attempted to elicit from the Liberty panel that the real reason for the failure of the air blast 15 

circuit breaker was cold temperatures.  He then goes on to indicate that the evidence of the panel on 16 

cross examination was that Liberty did not agree that the failure of the air blast circuit breaker at 17 

Sunnyside was the result of cold weather.   18 

 19 

The CA’s comments both misconstrue Hydro’s questioning and Liberty’s response.  Hydro cross 20 

examined Liberty with respect to the quote from page 10 of Liberty’s September 17, 2015 Reply 21 

Evidence that: 22 

 23 

Hydro has also reported sufficient information from which to conclude that it has no 24 

basis, following investigation, to attribute the breaker failure to cold weather in any 25 

event. 26 
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As was made clear from the evidence and the cross examination of Mr. Lautenschlager the cold 1 

temperatures which the breaker had been experiencing for days up to the event were a factor affecting 2 

the breaker operation.45   3 

 4 

Mr. Lautenschlager also confirmed that ABB’s conclusion was that: 5 

 6 

The problem is probably intermittent and I also believe temperature related.  This would 7 

explain why things worked OK with no problems.46 8 

 9 

At page 16 of his Final Written Submissions, the CA submits that the Board should place no weight on 10 

the intentions of Hydro as outlined in PR-PUB-NLH-166 that the Sunnyside T1 transformer would have 11 

been part of the 2014 work plan after the six-year preventative maintenance schedule had expired.  It is 12 

simply inappropriate for the CA to suggest that no weight be placed on uncontroverted evidence of 13 

Hydro.  Together with its response to PR-PUB-NLH-166, Hydro’s position on this point was not 14 

specifically challenged and there is no evidence to suggest this evidence is anything but truthful.   15 

 16 

The CA contends that this is an “after the fact” statement.  However, Hydro explained that it fully 17 

intended to conduct the six-year preventative maintenance on Sunnyside T1 in the 2014 annual work 18 

plan, and that the work plan for 2014 was under development when T1 failed in January 2014, and as a 19 

result the six-year preventative maintenance for T1 would not have been documented in the 2014 20 

annual work plan.  Thus, there was no prior time in which Hydro would have documented this intention 21 

due to the timing of the circumstances in question.  That in no way suggests any lack of veracity with 22 

respect to Hydro’s evidence in this regard.  Hydro submits that it is inappropriate for the CA to suggest 23 

such.   24 

 

                                                

 

45 Undertaking No. 78 and Transcript, November 12, 2015, page 101, line 20 to page 105, line 20. 
46 Transcript, November 12, 2015, page 105, lines 11-20. 
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With respect to the CA’s discussion on causation at pages 17-22, as stated in Hydro’s Closing 1 

Submissions,47 the relevant regulatory jurisprudence on prudence reviews requires proof of causation 2 

between imprudent conduct and the costs incurred before recovery of such costs may be disallowed.  3 

The CA raised, in its Final Written Submissions, certain cases related to the issue of causation in 4 

Canadian negligence law.48  The CA appears to rely on these cases in support of his position that the 5 

causation requirement can be satisfied in this case by some test other than the “but for” causation test.  6 

Hydro submits that the circumstances of this case do not permit the application of any test other than 7 

the basic “but for” test of causation, and that there is no evidence to satisfy the basic “but for” 8 

causation requirement for cost disallowance in this case. 9 

 10 

Since the cases cited by the CA were decided, the Supreme Court of Canada in Clements v Clements49 11 

reviewed the law on causation (including the SCC cases referenced by the CA) and succinctly 12 

summarized the present state of the law in Canada regarding the legal tests available for establishing 13 

causation as follows: 14 

 15 

(1) As a general rule, a plaintiff cannot succeed unless she shows as a matter of fact that 16 

she would not have suffered the loss "but for" the negligent act or acts of the defendant. 17 

A trial judge is to take a robust and pragmatic approach to determining if a plaintiff has 18 

established that the defendant's negligence caused her loss. Scientific proof of causation 19 

is not required.  20 

 21 

(2) Exceptionally, a plaintiff may succeed by showing that the defendant's conduct 22 

materially contributed to risk of the plaintiff's injury, where (a) the plaintiff has 23 

established that her loss would not have occurred "but for" the negligence of two or 24 

more tortfeasors, each possibly in fact responsible for the loss; and (b) the plaintiff, 25 

                                                

 

47 Hydro’s Closing Submissions pages 26-27. 
48 CA’s Final Written Submissions, pages 17-19. 
49 Clements v Clements, 2012 SCC 32 (“Clements). 
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through no fault of her own, is unable to show that any one of the possible tortfeasors in 1 

fact was the necessary or "but for" cause of her injury, because each can point to one 2 

another as the possible "but for" cause of the injury, defeating a finding of causation on 3 

a balance of probabilities against anyone.50 4 

 5 

With respect to the second test, which Hydro understands that the CA is asking this Board to apply to 6 

the prudence analysis in this case, the SCC stated: 7 

 8 

[…] Exceptionally, however, courts have accepted that a plaintiff may be able to recover 9 

on the basis of "material contribution to risk of injury", without showing factual "but for" 10 

causation. As will be discussed in more detail below, this can occur in cases where it is 11 

impossible to determine which of a number of negligent acts by multiple actors in fact 12 

caused the injury, but it is established that one or more of them did in fact cause it. In 13 

these cases, the goals of tort law and the underlying theory of corrective justice require 14 

that the defendant not be permitted to escape liability by pointing the finger at another 15 

wrongdoer. Courts have therefore held the defendant liable on the basis that he 16 

materially contributed to the risk of the injury. [underlining added]51 17 

 18 

The SCC in Clements properly recognized that “elimination of proof of causation as an element of 19 

negligence is a “radical step” and that “recourse to a material contribution to risk approach is 20 

necessarily rare”.52  Indeed, at least as of the time Clements was decided, “while accepting that it might 21 

be appropriate in “special circumstances”, the Court has never in fact applied a material contribution to 22 

risk test.”53 23 

 

                                                

 

50 Clements, at para. 46. 
51 Clements, at para. 13. 
52 Clements, at para. 16. 
53 Clements, at para. 28. 
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The “special circumstances” recognized by the SCC in Clements as permitting the exceptional application 1 

of the material contribution to the risk approach in substitution for the “but for” test of causation are 2 

not present in this case.  Just because proof of causation on the “but for” test cannot be made out on 3 

the facts of this case (which the CA acknowledges is the case at page 19 of his Final Written 4 

Submissions) does not mean that the material contribution to the risk approach suggested by the CA 5 

may be applied in this case.  As the SCC in Clements stated: 6 

 7 

What then are the cases referring to when they say that it must be "impossible" to prove 8 

"but for" causation as a precondition to a material contribution to risk approach? The 9 

answer emerges from the facts of the cases that have adopted such an 10 

approach. Typically, there are a number of tortfeasors. All are at fault, and one or more 11 

has in fact caused the plaintiff's injury. The plaintiff would not have been injured "but 12 

for" their negligence, viewed globally. However, because each can point the finger at the 13 

other, it is impossible for the plaintiff to show on a balance of probabilities that any one 14 

of them in fact caused her injury. This is the impossibility of which Cook and the multiple 15 

employer mesothelioma cases speak. 16 

 17 

The cases that have dispensed with the usual requirement of "but for" causation in 18 

favour of a less onerous material contribution to risk approach are generally cases 19 

where, "but for" the negligent act of one or more of the defendants, the plaintiff would 20 

not have been injured. This excludes recovery where the injury "may very well be due to 21 

factors unconnected to the defendant and not the fault of anyone": Snell, per Sopinka J., 22 

at p. 327. The plaintiff effectively has established that the "but for" test, viewed globally, 23 

has been met. It is only when it is applied separately to each defendant that the "but for" 24 

test breaks down because it cannot be shown which of several negligent defendants 25 

actually launched the event that led to the injury. The plaintiff thus has shown 26 

negligence and a relationship of duty owed by each defendant, but faces failure on the 27 
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"but for" test because it is "impossible", in the sense just discussed, to show which act or 1 

acts were injurious. In such cases, each defendant who has contributed to the risk of the 2 

injury that occurred can be faulted. [underlining added]54 3 

 4 

The critical element for applying a material contribution to the risk of injury test instead of a “but for” 5 

test is “the impossibility of proving which of two or more possible tortious causes is in fact the cause of 6 

the injury”.55  The classic scenario in which the material contribution to the risk of injury test may be 7 

applied is the situation referred to in the quote from Clements above where it was impossible to say 8 

which of two shots negligently fired by two hunters in the woods struck a third hunter.  The plaintiff was 9 

subject to negligent conduct “but for” which he would not have been injured, but it was not possible to 10 

determine which negligent tortfeasor caused his injuries.  In circumstances where both defendants had 11 

breached their duty of care and subjected the plaintiff to an unreasonable risk of the injury that in fact 12 

materialized, it would have been unjust to permit each of the negligent defendants to escape liability by 13 

pointing the finger at each other.56  14 

 15 

The present prudence review is not a case where there are multiple tortfeasors, nor is it even a case 16 

where it can be said that causation has been proven even with respect to one alleged “tortfeasor” (i.e., 17 

Hydro).  The SCC in Clements considered and rejected the possibility of applying a material contribution 18 

to risk approach to a single tortfeasor scenario, commenting that “courts in Canada have not applied a 19 

material contribution to risk test in a case with a single tortfeasor.”57  As such, whether Hydro’s 20 

imprudence may result in a cost disallowance in this case requires proof of causation on the “but for” 21 

standard (which has not been satisfied as acknowledged by the CA) and no other test may properly be 22 

substituted for the causation requirement in this case.  The material contribution test relied on by the 23 

CA is simply not applicable to the current case.  Thus, his conclusion at the bottom of page 20/top of 24 

                                                

 

54 Clements, at paras. 39-40. 
55 Clements, at para. 45. 
56 Clements, at para. 18-19. 
57 Clements, at para. 42. 
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page 21 of his Final Written Submissions that Hydro’s deferral of preventative maintenance legally 1 

caused the injury suffered by its customers has no foundation and is not correct. 2 

 3 

The reference in the articulation of the ‘but for’ test of causation in Snell, referred to by the CA, to an 4 

inference of causation being permitted in certain circumstances does not mean that a decision-maker 5 

does not require any evidential basis on which to conclude that negligent conduct caused the injury.  6 

Rather, the statement in Snell that the “evidence adduced by the plaintiff may result in an inference 7 

being drawn adverse to the defendant”58 plainly requires that there first be evidence adduced by the 8 

plaintiff on which such an inference may be drawn.   9 

 10 

Given the absence of evidence that Hydro’s failure to complete all its preventative maintenance within 11 

the general PM cycle caused the losses now claimed to be recovered, there is no basis in this case on 12 

which such an inference may be made.  In the negligence context, the requirement that “a substantial 13 

connection between the injury and the defendant’s conduct” exist ensures that recovery is excluded 14 

where the injury “may very well be due to factors unconnected to the defendant and not the fault of 15 

anyone”.59  In the regulatory context of this case, costs may not be disallowed where there is no 16 

evidence that Hydro’s actions in fact resulted in the losses now being sought to be recovered and where 17 

those losses may equally have been due to other factors. 18 

 19 

As stated by the SCC in Clements: 20 

 21 

On its own, proof by an injured plaintiff that a defendant was negligent does not make 22 

that defendant liable for the loss.  The plaintiff must also establish that the defendant’s 23 

negligence (breach of the standard of care) caused the injury.  That link is causation.60 24 

 

                                                

 

58 Snell, at para. 32. 
59 Snell, at para. 26, as referred to in Resurface v. Hanke, at para. 23. 
60 Clements, at para. 6. 
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This is fully consistent with the findings in Public Service Commission of the State of Missouri in the 1 

regulatory context, cited at pages 26-27 of Hydro’s Closing Submissions. 2 

 3 

There is no evidence that Hydro’s failure to complete all its preventative maintenance within the general 4 

PM cycle itself caused the losses now claimed to be recovered.  As a result, and as Liberty necessarily 5 

framed the issue, the most that can be alleged is that Hydro’s actions may have resulted in a lost 6 

opportunity to avoid the loss now claimed.  As set out in Hydro’s Closing Submissions,61 the loss of 7 

chance doctrine relied upon by Liberty is not a proper foundation for satisfying the causation 8 

requirement of the prudence test contained in the relevant regulatory jurisprudence. 9 

 10 

Black start 11 

With respect to the CA’s comments regarding the used and useful life of the black start diesels and 12 

Hardwoods UFOP see Hydro’s reply comments above to Vale. 13 

 14 

On pages 23-25 of his Final Written Submissions the CA essentially just reiterates statements made by 15 

Liberty.  He indicates in part that there was not a thoughtful analysis completed by Hydro in determining 16 

that Hardwoods would be the best option for black start of the Holyrood plant.  However, the CA 17 

completely neglects the extensive evidence of Hydro on this topic, including the specific testimony of 18 

Mr. Henderson highlighted in detail at pages 12-13 of Hydro’s Closing Submissions, where 19 

Mr. Henderson in part respectfully totally disagreed with questioning from Board counsel that 20 

Hardwoods was not an appropriate interim option for Hydro looking at the evidence facing Hydro at the 21 

time. 22 

 23 

Hydro submits that the full evidence, as summarized in detail on pages 11-14 of Hydro’s Closing 24 

Submissions, does not at all support the CA’s characterization.  The CA has painted a very one-sided 25 

picture of the evidence in this regard.   26 

                                                

 

61 Hydro’s Closing Submissions, pages 27-28. 
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The CA then goes on to apparently attempt to discredit the testimony of La Capra.  Hydro submits that 1 

such a characterization is completely inappropriate and not supported by the record.  Undertaking 2 

Nos. 92 and 93 indicate the extensive review carried out by La Capra in this regard, including email 3 

communications with various management and staff.  The CA refers to the fact that Mr. LeDrew was 4 

only present on one of the teleconferences with La Capra.  In fact, Undertaking No. 92 makes it clear 5 

that Mr. LeDrew was involved in four separate discussions with the La Capra representatives.  It appears 6 

that the CA is only referring to the time period before the filing of La Capra’s initial evidence and not the 7 

ongoing discussions that continued for the preparation of La Capra’s reply evidence and witness 8 

preparation.  Mr. LeDrew was available throughout the time period to La Capra and it is clear that he 9 

was involved in ongoing discussions with La Capra, and there is nothing to suggest that the La Capra 10 

witnesses were not fully informed of the background to the black start situation.  As well, Mr. LeDrew 11 

was only one of many Hydro representatives with whom La Capra communicated as is clear from 12 

Undertaking No. 92.   13 

 14 

The La Capra witnesses are highly qualified senior electricity industry experts and La Capra is a well 15 

recognized energy consultant firm.  These witnesses provided independent testimony under cross 16 

examination and fully maintained their view that Hydro’s decision to rely on Hardwoods in the prevailing 17 

circumstances as an interim solution was not unreasonable.  Hydro submits that, quite to the contrary of 18 

what the CA is suggesting, these witnesses testimony should be given significant weight.  Hydro submits 19 

that these witnesses acted fully impartially and independently and it was clear from their testimony and 20 

credentials they were knowledgeable and professional with respect to the issues in question.   21 

On page 26 of his Final Written Submissions, the CA states that the La Capra panel was unable to 22 

identify the members of the Hydro team that they dealt with during the formulization of their report.  23 

This again is quite an overstatement.  In response to Board counsel’s questions on who the team of 24 

individuals were who La Capra discussed black start with, Mr. Di Domenico responded as follows: 25 

 26 

I’m not sure I can give you the exact record, if you will, of exactly who was on the call.  I 27 

know Mr. Henderson was part of the calls for the most part but I don’t know the whole 28 

team that was on the calls. 29 
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Simply because Mr. Di Domenico could not recall all participants in each call, of which there were 1 

several individuals as indicated in Undertaking No. 92, does not at all suggest that La Capra were 2 

unaware of the individuals they were dealing with.  Upon a review of the applicable records, this 3 

information together with the information relied upon by La Capra, were provided in response to 4 

Undertaking Nos. 92 and 93.   5 

 6 

Again at page 26 of his Final Written Submissions, the CA suggests that La Capra indicated their opinion 7 

that for an extended period of time, long before 2010, Hydro had Hardwoods as an acceptable 8 

alternative to black start Holyrood and that this statement is incorrect. 9 

 10 

Again, Hydro submits that this statement is not incorrect, and that it is clear from the record that 11 

Mr. Di Domenico’s understanding was that Hardwoods was always part of the area restoration plan.  12 

The Consumer Advocate refers to Mr. Henderson’s testimony on October 27, 2015, where he indicated 13 

that following January 2012 Hydro put Hardwoods operators through specific training so that they 14 

would be able to restart Holyrood.  However, this in no way limits the fact that Hardwoods was always 15 

part of the overall grid area restoration plan.62  Rather, Mr. Henderson was simply noting that very 16 

specific operator training was put in place once Hardwoods was being particularly relied upon in the 17 

absence of the black start on-site CT.  Restoration from the system, including Hardwoods, was always 18 

part of the area restoration plan as is clear from the record, in particular Mr. Henderson’s testimony on 19 

October 27, 2015.   20 

 21 

At the end of his discussion on black start at page 30 of his Final Written Submissions the CA submits 22 

that any costs related to the leasing and installing of the diesel generators should be removed from any 23 

permitted 2014 revenue deficiency recovery and the 2015 Test Year as otherwise Hydro’s imprudence 24 

will be without consequence to Hydro.   25 

 

                                                

 

62 Transcript, October 27, 2015, page 20, line 17 to page 21, line 6 and page 35, line 17 to page 36, line 10. 
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Again, the CA, like Vale and others, is suggesting that Hydro must be penalized if there is a finding of 1 

imprudence, even where there is no nexus between the basis of the penalty, or the amount of the 2 

penalty, and Hydro’s actions.  The CA cites no regulatory support for this proposition.  Hydro submits 3 

that it is not appropriate to disallow costs simply because an action may be determined to be 4 

imprudent.  In the specific circumstances surrounding the black start issue there is no requirement for a 5 

disallowance.  Certainly a disallowance in the order of magnitude of $6 million would be extraordinary.  6 

As noted in Hydro’s Closing Submissions and above, in similar circumstances, the Nova Scotia Utility and 7 

Review Board has not found a disallowance.  The concept of simply penalizing the utility, particularly 8 

within the full context of Hydro’s decision making around the black start issue, is not countenanced by 9 

regulatory precedent nor is it appropriate.  As Mr. Athas of La Capra, who has significant experience 10 

with electricity regulation noted: 11 

 12 

. . . associating recovery of the investment with an inaction at some other time is 13 

misleading, in my frame of mind.63 14 

 15 

Breaker B1L17 16 

At page 31 of his Final Written Submissions, the CA states with respect to Breaker B1L17 that the post-17 

installation tests “were not designed to detect the presence of water in the receiver tank”.  However, 18 

Hydro’s evidence specifically noted that Hydro exercises its breakers prior to putting them back into 19 

service utilizing clean, dry air from the compressed air system and it had been performing regular dew 20 

point tests on its compressed air system consistent with the practice of other utilities.  Accordingly, 21 

Hydro had no reason to check for moisture in the receiver tank based on prior experience and testing 22 

practices.64 23 

 24 

At the top of page 33 of his Final Written Submissions, the CA indicates that under cross examination 25 

the Hydro panel could not confirm the material of which the covering was made nor could they confirm 26 

                                                

 

63 Transcript, November 2, 2015, page 59, line 25 to Page 160, line 2. 
64 Hydro Reply Evidence, page 18, lines 22-25. 
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how the covering was secured.  Again, this is in Hydro’s submission an incorrect interpretation of the 1 

evidence.  Mr. Moore was specifically asked what sort of material the covering was made out of, was it 2 

nylon, rubber, canvass, and he did state he did not know right off the top of his head.  However, he then 3 

went on to specifically state that: 4 

 5 

. . . you know, they would pick – use a material that would be very secure, heavy duty, 6 

able to sustain our weather elements that they’re certainly quite familiar with our 7 

equipment operating65 8 

 9 

The CA did not specifically follow up with Mr. Moore to ask for an undertaking or otherwise with respect 10 

to the precise material of the covering. 11 

 12 

Likewise, and in addition to his reference regarding the use of a very secure material, Mr. Moore noted 13 

that: 14 

 15 

. . . it would be a brand new suitable cover – of suitable weather tightness and durability 16 

for our elements66 17 

 18 

So to suggest that the evidence of Hydro was that it was unaware of the nature of the covering or how it 19 

was secured is not in Hydro’s submission an appropriate characterization.   20 

 21 

The CA then submits, on page 33 of his Final Written Submissions, that the temporary cover that was 22 

installed by Hydro did not carry out its function as intended.  But even if that was shown evidentially to 23 

be the case, which it has not, that is a far cry from finding Hydro’s actions in covering the equipment to 24 

be imprudent. 25 

 

                                                

 

65 Transcript, October 30, 2015, page 98, lines 14-19. 
66 Transcript, October 30, 2015, page 99, lines 17-23. 
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Further, on the same page, the CA submits that placing a breaker in a situation where it is exposed to 1 

the elements is inappropriate.  But of course Hydro did not put the breaker in a situation where it was 2 

“exposed” to the elements.   3 

 4 

Extraordinary repairs 5 

With respect to the CA’s comments on pages 37 and 38 regarding extraordinary transformer and 6 

breaker repairs see Hydro’s reply comments above in response to Vale. 7 

 8 

Supply costs 9 

With respect to the 2014 supply costs, at the bottom of page 41 of his Final Written Submissions, the CA 10 

submits that Liberty has demonstrated that the assumptions it used are more reasonable than those 11 

suggested by Hydro.  Hydro submits that for the reasons detailed in its Closing Submissions and above in 12 

reply to Vale that this is not the case.  The CA provides no rationale for its submission except quoting 13 

Liberty’s own position.   14 

 15 

Betterment 16 

With respect to the betterment issue, at page 43 of his Final Written Submissions, the CA submits that 17 

replacement assets should only be put in rate base at the point in time when they would have ended 18 

their normal life, and to do otherwise effectively rewards Hydro for its imprudence.  This simply is not 19 

the case.  The betterment approach taken by Hydro only reflects the costs of the already consumed 20 

value of the replaced assets at the time they came out of service, and Hydro would remain fully 21 

responsible for the portion of the replacement costs associated with what would have been the 22 

remaining undepreciated value of the assets at the time they came out of service.  Hydro has simply 23 

indicated that its approach is more consistent with similar accounting treatment at Hydro and does not 24 

require further determinations on end of life considerations, which require further evaluation.  Under 25 

no circumstance would Hydro be rewarded for imprudence, if the Board were to find such, if it followed 26 

Hydro’s suggested betterment approach.  In fact the approach suggested by Hydro would specifically 27 

take account of such an imprudence finding. 28 
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With respect to the CA’s discussion at page 43-46 of its Final Written Submissions of Hydro’s response to 1 

PR-CA-NLH-014, as Hydro noted both in that response and in its Closing Submissions, the information 2 

provided was indicative of the issues raised by Liberty’s various approaches, and dealt with items in 3 

which Liberty’s approach would cause issues such as double counting and recovery not requested from 4 

customers.  However, Hydro specifically noted that the information and quantifications provided may 5 

have to be adjusted as part of any ultimate compliance filings for the 2014 and 2015 Test Years.  Hydro 6 

submits that the compliance filing is the appropriate place to confirm the cost consequences with 7 

respect to a finding of imprudence, if any, by the Board. 8 

 9 

5. IICs 10 

The IICs have focussed their Written Submissions solely on Hydro’s Black Start Application, to which 11 

Hydro makes the following reply. 12 

 13 

Hydro’s actions characterized as “inexplicably dilatory” in addressing the issue of on-site black start at 14 

Holyrood 15 

Hydro disagrees entirely with the general characterization of Hydro as having been “inexplicably 16 

dilatory” in its actions in addressing the issue of on-site black start.  Hydro submits that the IICs are 17 

representing a single period of time in hindsight using selective dates, rather than considering all of the 18 

external factors impacting Hydro’s decision making and Hydro’s efforts and activities during the period 19 

in question.  The evidence clearly demonstrates a continuous effort on Hydro’s part from 2010 until the 20 

filing of the Black Start Application in 2013, to ensure the presence of effective and reliable on-site black 21 

start at Holyrood (and in the absence of on-site black start, to ensure the availability of a cost efficient 22 

and appropriate interim solution until the on-site black start option could be finally determined).   23 

 24 

Hydro submits that contrary to the selective submission of the IICs on the black start timeline, the 25 

entirety of the evidence related to Hydro’s activities during this period should be considered.  Further, 26 

the evidence demonstrates that the period March 2010 (when the stop work order was issued regarding 27 

the Holyrood gas turbine (“GT”)) to November 2013 (when Hydro filed the Black Start Application) 28 

should be viewed as three distinct periods in which different external factors drove Hydro decision 29 



Prudence Review – Reply Submissions 
 

Page 46  

 

making about on-site black start.  These periods are represented in the timeline with associated 1 

references to the evidence (Table 1 following) and are described below. 2 

 3 

1. Stop Work Order and Rectification Activities (March 2010 to January 2011).  Following the 4 

issuance of the stop work order in March 2010, Hydro was undertaking activities to rectify the 5 

stop work order and concurrently gathering condition assessment information from AMEC and 6 

other OEMs.  A capital budget application was prepared in the summer and filed in August 2010 7 

to overhaul the Holyrood GT, and in September, 2010 the Board was advised of the stop work 8 

order.  Efforts during this period were focussed on rectifying the stop work order and 9 

appropriately and reasonably assessing the condition of the Holyrood GT to determine options.  10 

Given there was an overall assessment of the entire Holyrood plant underway (which included a 11 

Level 1 assessment of the Holyrood GT), it was determined that extensive capital work on the 12 

Holyrood GT should be deferred until that assessment was completed.  Hydro submits this was a 13 

reasonable approach in the prevailing circumstances.  The full condition assessment of the 14 

entire Holyrood plant (including the Holyrood GT) was not completed by AMEC until January 15 

2011.  In this period (the 10 months from March 2010 to January 2011), Holyrood was without 16 

on-site black start, but was able to avail of the grid as needed in the event restoration was 17 

required.67 18 

 19 

2. Stop Work Order Lifted; Options Considered (February 2011 to December 2011).  Following 20 

work by Hydro, the stop work order was lifted in February 2011 and the Holyrood GT was able 21 

to be used, albeit for emergency purposes, for most of 2011.  Hydro continued its process to 22 

obtain advice from AMEC as to the condition of the Holyrood GT in order to formulate options 23 

for refurbishment/replacement. An RFP process was followed for a Level 2 assessment specific 24 

to the Holyrood GT and a contract awarded in the spring of 2011.  Following a site visit by AMEC 25 

in the spring/summer of 2011, AMEC submitted an initial version of its report in August 2011, 26 

                                                

 

67 Transcript, November 2, 2016, page 128.   
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which was subject to Hydro feedback, and a final report issued in December 2011.68  Again 1 

Hydro submits its activities during this time were fully reasonable. 2 

 3 

3. Holyrood GT No Longer Able to be Used; Focus on Single CT Solution (January 2012, to 4 

September 2013). 5 

a. January 2012 to January 2013.  The AMEC Level 2 condition assessment resulted in 6 

Hydro having to discontinue use of the Holyrood GT in January of 2012.  Hydro pursued 7 

evaluation of various options, while concurrently developing a written instruction and 8 

additional training69 for the use of Hardwoods as the primary interim black start 9 

solution.  Concurrently, Hydro was reviewing and considering additional capacity needs 10 

which were identified to be in service in 2015.  The review of the requirement for 11 

additional generation presented an opportunity to resolve both capacity and black start 12 

issues, and during 2012 Hydro proceeded to explore a single option that would serve 13 

both purposes.  Additional factors had to be considered in ensuring a cost effective and 14 

reliable implementation of a new CT (for both capacity and black start purposes), 15 

including a risk assessment, budgeting and a careful review of various options in the 16 

marketplace.  Hydro made the reasoned decision to proceed with a single solution to be 17 

in service in 2015 with Hardwoods remaining the interim solution. 18 

b. February 2013 to September 2013.  In January 2013, a severe weather event resulting in 19 

an outage and isolation of Holyrood from the grid caused Hydro to seek additional 20 

options for on-site black start.  Immediately after the January 2013 outage, Hydro 21 

contacted NP seeking its mobile generation (mobile gas turbine and mobile diesel 22 

generation) as a possible interim on-site black start solution, which was installed, tested 23 

in May of 2013, and determined unable to fully black start the plant.  Hydro continued 24 

to pursue the single CT option, until directed by the Board in October 2013 to present 25 

other, accelerated options to address the Board’s concerns. 26 

                                                

 

68 PR-PUB-NLH-002, Attachment 1, page 3 of 371. 
69 Transcript, October 27, 2015, page 35, line 17 to page 36, line 10. 
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Table 1:  Black Start Timeline 1 
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As noted in Hydro’s Closing Submissions and La Capra’s evidence, it would have been open for Hydro to 1 

simply spend money to implement an on-site black start solution at Holyrood in a shorter timeframe.70  2 

However, in seeking a lowest cost, reliable solution for its customers, Hydro took reasonable and 3 

considered steps at each stage of the process to ensure it was making the right decision for both the 4 

infrastructure at Holyrood and Hydro’s customers as a whole, in the context of the information available 5 

to it at the relevant times.  Further, Hydro did so with a full understanding of the history of on-site black 6 

                                                

 

70 Hydro Closing Submissions, page 15. 
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start requirements at the Holyrood plant71 and the risks involved in not having on-site black start at 1 

Holyrood.  Hydro submits that only a review of the full timeline and Hydro’s considerations at each 2 

stage, without hindsight, will allow the Board to render a fully informed decision on prudence.  Hydro 3 

submits that within such context its decisions and actions were reasonable. 4 

 5 

AMEC Level 2 Condition Assessment of the Holyrood GT and timing 6 

The IICs state that Hydro has provided “no satisfactory explanation” as to the period between the 7 

disclosures to the Board in the fall of 2010 (concerning the stop work order for the Holyrood GT) and the 8 

AMEC Level 2 condition assessment delivered in December of 2011.  As noted above, Hydro proceeded 9 

to seek advice on the condition of the Holyrood GT to allow it to make an informed decision as to the 10 

value of overhauling the asset.  Following receipt of the January 2011 Level 1 condition assessment on 11 

the Holyrood plant, Hydro set about to tender, award, and subsequently work with AMEC to finalize a 12 

Level 2 condition assessment specifically focussed on the Holyrood GT. Tendering processes, condition 13 

assessment and report creation are not instantaneous processes.  Given the decision at hand (extensive 14 

overhaul versus replace), careful analysis had to be performed to ensure that the appropriate decision 15 

could be made and justified.  Hydro submits that there is nothing unreasonable about its actions and the 16 

timelines that occurred in this period. 17 

 18 

The IICs have further stated that Hydro “failed to act on any of the options for Holyrood black start 19 

identified by AMEC”.72  That is simply not the case.  As stated by Mr. Humphries during the hearing, 20 

Hydro was faced with a decision on a generation need, which also presented a possible least cost option 21 

for black start at Holyrood.73  While not an option noted by AMEC (who were of course retained only to 22 

provide black start options and not capacity addition options) it would have been imprudent to have 23 

ignored this new option and simply commenced the process for acquiring a new black start resource 24 

                                                

 

71 Hydro Closing Submissions, page 13. 
72 IIC Prudence Submission, page 6. 
73 Transcript, October 27, 2015, page 66, lines 16 to 24. 
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beginning in 2012.  An evolution of thinking is not inaction.  It is, in fact, a considered approach to 1 

system planning. 2 

 3 

Timing of implementation of black start diesels and hindsight 4 

The IICs, on page 7 of their Written Submissions, state the following: 5 

 6 

…[G]iven the urgency with which Hydro had purported to view black start capability at 7 

Holyrood and given that Hydro has, since November 2013, been able to implement 2 8 

distinct projects intended to restore full black start capability at Holyrood (the November 9 

2013 black start diesels project, applied for in November 2013 and operational by 10 

January 2014; the 100 MW CT project, applied for in April 2014 and operational by 11 

January 2015), it would have been reasonable to expect that Hydro could have restored 12 

reliable black start capability at Holyrood before the commencement of the 2012-2013 13 

winter season. Indeed, the Level 2 Assessment Report and consequent January 2012 14 

decision that the Holyrood gas turbine was no longer safe to operate (a state of affairs 15 

that no doubt existed for some time and which would have been determined by July 16 

2011 [i]f the Level 2 Assessment report had been delivered on time) should have 17 

kick-started [if] Hydro's process for restoration of black start capability at Holyrood. 18 

 19 

Further, at page 8, the IICs observe, “it is noteworthy that once applied for, this interim solution was 20 

able to be implemented on a very substantially abbreviated timeline of less than 3 months”. 21 

Hydro submits this assessment is entirely hindsight and completely inappropriate for a review of the 22 

decisions at the relevant time.  The ultimate timing of the implementation of the black start diesels has 23 

no bearing on whether a decision two years previous was reasonable or not.  The only information 24 

before Hydro at that time (December 2011) was that provided by AMEC in its Level 2 condition 25 

assessment.  The various options outlined by AMEC had earliest in-service dates of March 2013 26 

(new/used), May 2013 (new) and October 2013 (refurbishment of the existing Holyrood GT) based on 27 
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commencement of the applicable processes as in August/September, 2011.  Hydro’s only known options 1 

in 2011 were solutions that would not have been available in the 2012-2013 winter period (including 2 

during the January 2013 outage).74  The fact that subsequent solutions were ultimately installed in a 3 

shorter timeframe in 2014 has no correlation whatsoever to whether decisions in the 2011 to 2013 4 

period were reasonable or not.  Consistent with the test for prudence, Hydro’s decisions at the relevant 5 

time were reasonable. 6 

 7 

Costs and benefits of alternate solutions 8 

With respect to costs and benefits of alternate solutions and timing, the IICs present hypothetical 9 

scenarios and make a number of assumptions with no evidentiary basis to support their submissions.   10 

 11 

First, on page 9 of the IICs Written Submissions, the IICs appear to argue that the hypothetical 12 

implementation of an interim black start solution (presumably in 2012) should have been considered, 13 

even with the projected 2015 CT in service date.  As noted, there is no evidence to suggest that a black 14 

start solution could have been installed in 2012, based on the information before Hydro at the time, and 15 

likely not before the end of winter 2013, at the earliest.  Further, there is no evidence (nor was it put to 16 

any witness at the Hearing) that a solution, installed in 2013 would have an “enhanced terminal value” 17 

upon installation of the new CT.  It is a purely hypothetical scenario.  In fact, as evidenced by the current 18 

situation, present circumstances suggest it is appropriate for Hydro to keep six of the diesel units even 19 

with the CT.   20 

 21 

Second, on page 9 of the IIC Written Submissions, the IICs also argue that had the units been purchased 22 

in 2012, “[i]t is reasonable to assume this additional cost to customers would have been even less if 23 

diesel units purchased in 2012 could have been sold by 2015”.  Again, the IICs provide no evidence to 24 

support the costs for similar diesels during the period, and no evidence to support their hypothetical 25 

scenario of a 2015 sale.  In fact, the IICs statement is premised on Hydro’s response to IC-NLH-001 in 26 

                                                

 

74 PR-PUB-NLH-002 Attachment 1, pages 8-10, 143-144 and 169-170.  See also Transcript, October 27, 2015, pages 
38-39. 
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Hydro’s 2015 application to procure 12 MW of diesel generation, and Hydro specifically noted in that 1 

response the various issues with the hypothetical request being made and the hindsight nature of the 2 

scenario in question. 3 

 4 

Third, the IICs also make erroneous assumptions about the benefit an earlier installation of a black start 5 

solution could have provided.75  As indicated, the evidence is that a black start solution would not have 6 

been available prior to the January 2013 event, even if installed immediately following the initial 7 

scheduled finish of the AMEC Level 2 condition assessment of July 2011.  As noted previously, the initial 8 

version of the AMEC report was provided in August 2011 (revised in December 2011) and the timelines 9 

for completion of both proposed GT/diesel options ran from a commencement of the necessary 10 

processes in late August/early September.  These timelines did not run from a date following December 11 

2011.  This is made abundantly clear in the Schedules provided at pages 143 and 144 of PR-PUB-NLH-12 

002 Attachment 1.  Thus there is no evidence suggesting a possibility of any solution being available 13 

prior to January 2013. 14 

 15 

Fourth, the IICs argue that the current black start solution “does not meet the used and useful test for 16 

prudent expenditure, in a manner consistent with least cost, reliable service”.  In response, Hydro 17 

reiterates its submissions at page 20, lines 1-15 of its Closing Submissions and submits that there is no 18 

basis for this argument. 19 

 20 

Finally, the IICs state on page 11 of the IICs Written Submissions, that the Worley Parsons report of 21 

March 2012 indicated that Hydro’s planning was well advanced with respect to the need [for] a new gas 22 

turbine generation source.  This is a qualitative assessment of the status of Hydro’s planning based on a 23 

siting report, and while planning was underway for a possible new CT, the evidence clearly shows as 24 

indicated in reply to Vale above, that due to the changing supply planning situation support for 25 

construction of the CT at an earlier time was not fulsome.  Hydro refers the Board to pages 9-11 of its 26 

                                                

 

75 IIC Written Submissions, pages 9-10. 
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Closing Submissions that summarizes Hydro’s evidence on the timing related to the ultimate CT 1 

installation.  Hydro submits that the IICs conclusion is not supported by the evidence. 2 

 3 

Use of Hardwoods 4 

The IICs state that Hardwoods was “an unreliable area restoration response” and was not “a true ‘black 5 

start’ capability for Holyrood” as understood by La Capra, Hydro’s consultant, or Hydro itself.76  As Hydro 6 

stated in its Closing Submissions, this was not the case.  While Hydro had no on-site black start for 7 

Holyrood during the periods in which the Holyrood GT was unavailable, it appropriately relied on its area 8 

restoration plan, which was a reasonable decision in the context, and as indicated in Hydro’s Closing 9 

Submissions and through the testimony of La Capra, a reasonable option available to it under the NERC 10 

Guidelines.77  Further, as noted in Undertaking No. 81, and above in reply to Vale’s Final Submissions, 11 

the UFOP was comparable to the range seen by other CEA members during the same period. 12 

 13 

“Blocks” of generation capacity as a solution to the black start issue 14 

On page 15 of the IIC Written Submissions, the IICs state as follows: 15 

 16 

Hydro should have made application to the Board in early 2012, at the latest, to 17 

review the options for black start capability at Holyrood. It is reasonable to 18 

expect that the solution of installation of 25 MW (or under 50 MW) of gas turbine 19 

generation at Holyrood in time for the commencement of the 2012-2013 winter 20 

season could have been identified at that time, with due review of the options 21 

before the Board. Such a solution would have kept Hydro's options open to add 22 

additional blocks of 25 MW generation capacity, as required.1 23 

 24 

The references cited by the IICs in support do not in any way support this argument.  Mr. MacIsaac, in 25 

his testimony of November 5, 2015 does discuss “additive” options, but purely in the context in the 26 

                                                

 

76 IIC Written Submissions, page 14, lines 20-23. 
77 Hydro Closing Submissions, page 16, line 32 to 17, line 11. 
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range of searches conducted in 2012 by Hydro for combustion turbines.78  Undertaking No. 108 1 

discusses options explored by Hydro in 2012, none of which turned up 25 MW turbines as described 2 

above.79  GT-PUB-NLH-031 discusses the options explored by Hydro following the January 2013 outage 3 

at Holyrood, none of which turned up 25MW turbines as described above.   4 

 5 

There is absolutely no evidence that a 25 MW “additive” black start/generation capacity solution existed 6 

in reality.  In fact, the evidence shows that Hydro was open to considering additive solutions, but did not 7 

find any as described by the IICs. Further, there is no evidence that this option, even if found and used 8 

for on-site black start at Holyrood, would have resulted in a solution that ultimately could have been 9 

expanded as required (and at least cost) to meet Hydro’s generation needs.   10 

 11 

Planning decisions made by 2012 12 

At page 15 of the IICs Written Submissions, the IICs state that Hydro “had all the information, and the 13 

incentive given the acknowledged need for reliable black start capability at Holyrood, to have made 14 

reasonable planning decisions by early 2012”.  There is no evidence to suggest that Hydro was taking 15 

anything other than a reasoned approach in early 2012 in this regard.  The following points should be 16 

noted: 17 

• As of January 2012, the evidence had shown that Hydro was aware of these key facts:  (1) Hydro 18 

had become aware via the AMEC report that an on-site black start only solution at Holyrood 19 

would not be available to Hydro until  March 2013 at the earliest; (2) area restoration from 20 

Hardwoods was an option and in that timeframe, the only option available to Hydro for black 21 

starting the Holyrood plant; and (3) an opportunity was presenting itself (with the 22 

determination of a generation requirement) that could lead to a solution to the long term black 23 

start requirement at Holyrood.  There is simply no evidence to suggest that in early 2012, Hydro 24 

could have availed itself of a hypothetical 25 MW (or under 50 MW) option before the end of 25 

                                                

 

78 Transcript, November 5, 2015, page 60, lines 3 to 23. 
79 The smallest unit noted was 41MW. 
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2012 as suggested by the IICs.80  Even if there was such an option, there is no evidence that this 1 

would have been a least cost (or effective) solution to the issue at hand.   2 

 3 

• Contrary to the assertions of the IICs at page 16 of the IIC Written Submissions and as previously 4 

noted, the only known solutions at the time would not have provided support for the entirety of 5 

the period December 2012 to January 2014 and, based on the information known at the time, 6 

not during the January 2013 outage. 7 

 8 

Decision sought 9 

The IICs argue that Hydro customers (including the IICs) “ought not to bear any of the capital, lease, 10 

operational, fuel or other costs in respect of the eight (8) 2MW diesel units installed at Holyrood.”81  11 

Hydro reiterates it submissions at pages 20 (line 17) to 21 (line 21) of its Closing Submissions in this 12 

regard, and submits that any penalty, particularly one in excess of $6 million, when reviewed in the full 13 

context of Hydro’s ongoing and considered approach during the periods in question, as previously 14 

described, is simply not supportable. 15 

 16 

6. MR. DANNY DUMARESQUE 17 

Hydro makes the following reply to Mr. Dumaresque’s submissions on the CT. 18 

 19 

Cost of the CT and fair market value 20 

On page 3, paragraph 10 of Mr. Dumaresque’s prudence Submission, Mr. Dumaresque states:   21 

 22 

Given the age of these assets at the time, seven years old and five years old 23 

respectively, the usual amortization that would accompany these aging assets 24 

                                                

 

80 IIC Written Submissions, page 16.  See Undertaking No. 108, where the earliest indicated installation date for 
any of the solutions listed in that undertaking (all 41 MW or larger) was more than 12 months. 
81 IIC Written Submissions, page 176. 
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strongly suggests that the CT package advertised for "$23 million or nearest 1 

offer" would have likely been available for a lower price than that advertised. 2 

 3 

Hydro refers to its Closing Submissions, pages 7 and 8, and as noted by Mr. MacIsaac in his testimony of 4 

November 5, 2015, the project was subject to a public tendering process, which was the process utilized 5 

by Hydro to determine fair market value.82  Contrary to the assertions by Mr. Dumaresque above and in 6 

his concluding comments at page 6, paragraph 25 of his prudence Submission, there is nothing 7 

imprudent about engaging in a public tendering process that seeks to derive value for customers, 8 

conducted in accordance with the Public Tender Act.   9 

 10 

At page 3, paragraph 10, Mr. Dumaresque makes mention of “confirmation” of the USD$23 million value 11 

via a fair market appraisal on a similar unit conducted by R.W. Beck.  As noted by Mr. MacIsaac, this 12 

appraisal was conducted in the context of a transfer of assets from a regulated to a non-regulated entity 13 

and thus Hydro submits it is not relevant in this context.83 14 

 15 

Despite detailed testimony on the component pricing by Mr. MacIsaac, Mr. Dumaresque continues 16 

to suffer from a fundamental misunderstanding on the budgeting of this project. At page 3, paragraph 17 

13 of his prudence Submission, Mr. Dumaresque goes on to state that “[t]he contract awarded by 18 

Hydro to ProEnergy for the CT package portion of the Consolidated Agreement is valued at 19 

approximately USD$54.7 million”.  The evidence is clear that the CT package portion was 20 

USD$31.5 million,84 consistent with the referable model M501DA fair market values provided in 21 

Information No. 36.  The additional costs beyond the USD$31.5 million were as explained by Mr. 22 

MacIsaac in his testimony, and included (but were not limited to) such  items as:  a step-up 23 

                                                

 

82 Transcript, November 5, 2015, page 190.   
83 Transcript, November 5, 2015, pages 188-189.  Information No. 37. 
84 Undertaking No. 131. 
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transformer, switch gear, the diesel fuel delivery system, air inlet system, snow doors, water 1 

treatment plant, the SCADA and communications system and the CT black start plant.85   2 

 3 

Price of installation 4 

In paragraph 15 on page 4 of Mr. Dumaresque’s prudence Submission, Mr. Dumaresque cites 5 

evidence from the Muskrat Falls Review in 2011.  Hydro submits this evidence is not before the 6 

Board in this hearing and in any event, has no relevance as to the actual bid cost of the CT when 7 

actually put out to tender in 2014.  Further, there is no evidence citing the components of this 8 

so-called industry standard of $15 million, such that can be usefully compared to the prudently 9 

tendered and accepted EPC contract for USD$45 million.86 10 

 11 

As noted by Mr. MacIsaac in his testimony, the installation of the CT at Holyrood had a number 12 

of complexities requiring additional work by the contractor to ensure the asset fit with the 13 

needs of the Holyrood site.87  The costs are clearly set out in GT-DD-NLH-001, Attachment 1, 14 

page 464.  As noted in Hydro’s Closing Submissions, Liberty did not find these costs 15 

unreasonable.88 16 

 17 

Due diligence and reliability 18 

At page 5, paragraph 20 of Mr. Dumaresque’s prudence Submission, Mr. Dumaresque alleges 19 

that Hydro “did not have in its possession any inspections or reports indicating fitness, 20 

suitability, fair market value or any other prudency measure of the assets” at the time the 21 

contract was awarded to ProEnergy.  This is simply not the case.  As noted in Undertaking No. 118, 22 

Hydro staff and managers were in close communication with AMEC, the consultant conducting the 23 

third party inspection of the ProEnergy unit, commencing with an initial summary inspection report 24 

                                                

 

85 Transcript, November 6, 2015, pages 85-87.  See also Exhibit #3. 
86 See GT-DD-NLH-001, Attachment 1, page 373. 
87 Transcript, November 5, 2015, pages 125-126. 
88 Liberty Report, July 6, 2015, page 14. 
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sent to Hydro on April 30, 2014 and a draft of the final inspection report on May 5, 2014.89  Further, as 1 

noted in Mr. MacIsaac’s November 5, 2015 testimony, concurrent with the third party inspection, 2 

Hydro senior managers inspected the unit as well to determine fitness for purpose.90   3 

 4 

At page 5, paragraph 20, Mr. Dumaresque notes in his prudence Submission that Hydro has 5 

“experienced a number of problems when calling upon the asset to be available”.  Hydro has 6 

submitted detailed explanations for each outage of the CT in both PR-DD-NLH-012 and Undertaking 7 

No. 103 and in the testimony of Mr. MacIsaac,91 who indicated that the performance of the unit has 8 

been reliable.92   9 

 10 

Evaluation process 11 

Mr. Dumaresque submits that the assignment of “0” or “1” during the evaluation process “seemed to 12 

assign values on an arbitrary basis”.93  Hydro submits that this assertion has no basis in fact.  Hydro 13 

filed numerous undertakings outlining in minute detail all differences between the assignment of 14 

scores as between ProEnergy and PW Power Systems.  The evaluation of vendors was conducted fairly 15 

and with due consideration as to Hydro’s requirements for the project.94   16 

 17 

Other issues raised by Mr. Dumaresque 18 

Mr. Dumaresque alleges at page 5, paragraph 24 of his prudence Submission that “there have been a 19 

number of issues with the procurement and installation of the CT unit that simply have never been 20 

satisfactorily addressed by Hydro, despite the prudency review process”.  Hydro has filed a detailed 21 

application and numerous responses to requests for information, submitted several witnesses in senior 22 

management for cross examination by Mr. Dumaresque and other intervenors, filed exhibits, further 23 

                                                

 

89 See Undertaking No. 118 and GT-DD-NLH-002, Attachment 1, page 2. 
90 Transcript, November 5, 2015, page 176. 
91 Transcript, November 4, 2015, pages 186-194. 
92 Transcript, November 4, 2015, pages 194-195. 
93 Mr. Dumaresque prudence Submission, page 5, paragraph 20. 
94 See GT-CA-NLH-005, Undertakings Nos. 125, 126, 127, 128, 129, and 130.  
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responses to undertakings, a Closing Submission and this Reply.  Hydro disagrees that there are issues 1 

with respect to the CT which have not been satisfactorily addressed. 2 

 3 

Mr. Dumaresque also takes issue with the Board’s expert, Liberty, and submits that Liberty failed to take 4 

into account “fair market value of the CT package” and did not deal with the “reliability and 5 

performance of the unit to date”. 95  Hydro submits that Liberty was privy to all of the evidence 6 

submitted by Hydro as requested by Mr. Dumaresque and others (including PR-DD-NLH-012 with 7 

respect to reliability of the unit), as well industry data.  With respect to costs, Liberty concluded in its 8 

initial report that the costs with respect to the CT were consistent with the industry data and prudently 9 

incurred. 96  Notably, the opinion of the Liberty consultants did not change during the course of 10 

testimony of the Liberty panel. 97  11 

 12 

In conclusion, with respect to costs, Mr. Dumaresque has shown a continued lack of understanding of 13 

how this project has been budgeted, even with the considerable evidence as noted above.  Mr. 14 

Dumaresque makes sweeping statements about the lack of “diligence” undertaken by Hydro in 15 

procuring the new CT.  Mr. Dumaresque’s assertions about a lack of diligence are wholly unsupported by 16 

the evidence.  As previously noted, Hydro undertook an appropriate tendering process and engaged its 17 

own staff and a third party to perform an inspection of the unit.  The value of the project arose from the 18 

tendering process with vendor’s proposed costs, which were based on the requirements of Hydro at the 19 

time of tender.  Following a detailed evaluation process, Hydro chose the current configuration, with a 20 

warranty.  There is simply nothing to indicate that Hydro failed to follow established procurement 21 

processes or otherwise acted imprudently in this case.  Liberty have also found the project be prudent. 22 

 

                                                

 

95 Mr. Dumaresque’s Prudence Submission, page 6, paragraph 26. 
96 Liberty Prudence Review, page 14. 
97 Transcript, November 12, 2015, pages 33-34. 
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7. CONCLUSION 1 

With respect to the foregoing Reply Submissions, Hydro submits that the overriding theme is that the 2 

other parties have in many cases supported Liberty’s proposed disallowances without providing the 3 

Board the full context of the evidence.  Hydro encourages the Board in making its decision to review the 4 

evidence in detail, including Hydro’s submissions, in order to ensure that its final decisions are made 5 

with the full context and evidential base.  6 

  7 

As well, the Board should be mindful of the regulatory and legal jurisprudence in determining what if 8 

any disallowances are appropriate in the circumstances of any potential imprudence findings that it may 9 

make.  As Hydro has indicated, the basis for many of Liberty’s purported disallowances is not 10 

supportable by regulatory or Canadian legal jurisprudence.   11 

 12 

ALL OF WHICH IS RESPECTFULLY SUBMITTED. 13 
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